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Mackay Regional Council Drinking Water Quality Management Plan Annual Report Enclosure 1: Annual Monitoring Results - 1 July 2021 to 30 June 2022
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Bloomsbury Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 4 N/A N/A 0.17 1.35 0.87

Bloomsbury Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 4 0 3 0.23 1.39 0.92
Bloomsbury Treated Water TW Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Bloomsbury Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 10.69 38.59 25.73
Bloomsbury Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 22.59 73.43 48.62
Bloomsbury Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Bloomsbury Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 4 N/A 0 42.67 159.89 105.18
Bloomsbury Treated Water TW Inorganic Larson Index LI 0 - - 4 N/A N/A 0.75 0.84 0.79
Bloomsbury Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 7.5 3.9
Bloomsbury Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A <0.3 1.2 0.5
Bloomsbury Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Bloomsbury Treated Water TW Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A 1.13 1.65 1.39
Bloomsbury Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 0 14.21 32.65 23.71
Bloomsbury Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 0.71 2.15 1.35
Bloomsbury Treated Water TW Microbial E. coli MPN/100mL 1 0 - 4 0 N/A <1 <1 <1
Bloomsbury Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 4 N/A N/A <1 3 1
Bloomsbury Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 4 N/A N/A <1 <1 <1
Bloomsbury Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 10 0 N/A <20 <20 <20
Bloomsbury Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 10 N/A N/A 103.54 372.40 209.14
Bloomsbury Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 10 0 N/A <20 <20 <20
Bloomsbury Treated Water TW Physical Alkalinity mg/L 1 - - 4 N/A N/A 44.78 137.24 91.91
Bloomsbury Treated Water TW Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 53.00 160.00 107.75
Bloomsbury Treated Water TW Physical Carbonate mg/L 0.1 - - 4 N/A N/A 0.10 0.80 0.38
Bloomsbury Treated Water TW Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 1.00 <1
Bloomsbury Treated Water TW Physical Conductivity µS/cm 10 - - 4 N/A N/A 182.50 493.50 340.10
Bloomsbury Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 4 N/A 0 95.00 110.60 99.93
Bloomsbury Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 2.30 4.50 3.08
Bloomsbury Treated Water TW Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Bloomsbury Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 4 N/A 0 7.48 8.04 7.74
Bloomsbury Treated Water TW Physical Turbidity NTU 0.1 - ≤5 4 N/A 0 0.16 0.93 0.37
Bloomsbury Treated Water TW Soluble Metals Iron (Soluble) µg/L 1 - ≤300 4 N/A 0 13.08 31.64 23.40
Bloomsbury Treated Water RTN SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 1 0 0 <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 2-Methylphenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 2-Nitrophenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 4.4`.DDD µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 4.4`-DDE µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs 4-Nitrophenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Acenaphthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Acenaphthylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Aldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Alpha-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Ametryn µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Atrazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Benz(a)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Beta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Bromacil µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Chlordane cis µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Chlordane trans µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
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Bloomsbury Treated Water RTN SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Chrysene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs delta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Demeton-S-methyl µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Diazinon µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Dichlorvos µg/L 0.0001 ≤5 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Dimethoate µg/L 0.0001 ≤7 - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Dinoseb µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Diuron µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endosulphan alpha µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endosulphan beta µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endosulphan Sulphate µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endrin µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endrin aldehyde µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Endrin ketone µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Ethion µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Fluorene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Hexazinone µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Lindane µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Malathion µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Methamidophos µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Methidathion µg/L 0.0001 ≤6 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Methoxychlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Metolachlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Metribuzin µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Naphthalene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Omethoate µg/L 0.0001 ≤1 - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Phenanthrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Phenol µg/L 0.0001 - - 0 N/A N/A N/A N/A N/A
Bloomsbury Treated Water RTN SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Profenofos µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Prometryn µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Propazine µg/L 0.0001 ≤50 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Propyzamide µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Prothiofos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Pyrazophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Simazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Tebuthiuron µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Terbutryn µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Tolclofos-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water RTN SVOCs Trifluralin µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Bloomsbury Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 4 N/A N/A 0.85 1.33 1.17
Bloomsbury Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 4 N/A 0 <5 20 10
Bloomsbury Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 4 0 N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 4 0 N/A <1 <1 <1
Bloomsbury Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 4 0 N/A 14.41 38.41 26.83
Bloomsbury Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 4 0 N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 4 0 N/A 11.40 15.62 13.17
Bloomsbury Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 4 0 N/A <0.1 0.7 0.2
Bloomsbury Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 4 0 N/A <0.1 0.4 0.2
Bloomsbury Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 4 N/A N/A <0.2 <0.2 <0.2
Bloomsbury Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 4 0 0 10.44 75.13 36.48
Bloomsbury Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 4 N/A 0 13.08 31.64 23.40
Bloomsbury Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 4 0 N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 4 0 0 <1 7 4
Bloomsbury Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 2 0 N/A <0.05 0.17 0.09
Bloomsbury Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 4 0 N/A <1 <1 <1
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Bloomsbury Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 4 0 N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 4 0 N/A <5 <5 <5
Bloomsbury Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 4 0 N/A <0.1 <0.1 <0.1
Bloomsbury Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 4 N/A N/A 88.62 329.28 213.30
Bloomsbury Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Tin (Total) µg/L 1 - - 4 N/A N/A 6.84 29.07 14.07
Bloomsbury Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 9.9 3.8
Bloomsbury Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 4 0 N/A <0.5 <0.5 <0.5
Bloomsbury Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 4 N/A N/A 0.10 0.61 0.40
Bloomsbury Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 4 N/A 0 1.95 21.35 7.35
Bloomsbury Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 2 0 N/A 16.50 20.90 18.70
Bloomsbury Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 2 0 N/A <1 2 1
Bloomsbury Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 2 0 N/A 14.50 75.30 44.90
Bloomsbury Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 2 0 N/A 6.60 16.60 11.60
Bloomsbury Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 2 0 N/A 49.50 103.00 76.25
Bloomsbury Reticulation Sample Points RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 18 N/A N/A 0.19 1.69 0.79
Bloomsbury Reticulation Sample Points RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 18 0 11 0.32 1.84 0.89
Bloomsbury Reticulation Sample Points RTN Inorganic Bromide mg/L 0.4 - - 18 N/A N/A <0.4 <0.4 <0.4
Bloomsbury Reticulation Sample Points RTN Inorganic Calcium (Total) mg/L 0.5 - - 18 N/A N/A 11.80 37.74 19.39
Bloomsbury Reticulation Sample Points RTN Inorganic Chloride mg/L 0.005 - ≤250 18 N/A 0 21.41 69.74 39.41
Bloomsbury Reticulation Sample Points RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 18 0 N/A <0.1 <0.1 <0.1
Bloomsbury Reticulation Sample Points RTN Inorganic Hardness mg/L 0.25 - ≤200 18 N/A 0 46.99 156.11 81.72
Bloomsbury Reticulation Sample Points RTN Inorganic Larson Index LI 0 - - 18 N/A N/A 0.21 1.06 0.79
Bloomsbury Reticulation Sample Points RTN Inorganic Magnesium (Total) mg/L 0.5 - - 18 N/A N/A <0.5 13.1 3.0
Bloomsbury Reticulation Sample Points RTN Inorganic Nitrate mg/L 0.3 ≤50 - 18 0 N/A <0.3 2.9 1.2
Bloomsbury Reticulation Sample Points RTN Inorganic Nitrite mg/L 0.4 ≤3 - 18 0 N/A <0.4 <0.4 <0.4
Bloomsbury Reticulation Sample Points RTN Inorganic Phosphate mg/L 0.5 - - 18 N/A N/A <0.5 <0.5 <0.5
Bloomsbury Reticulation Sample Points RTN Inorganic Potassium (Total) mg/L 0.5 - - 18 N/A N/A 0.79 6.55 1.80
Bloomsbury Reticulation Sample Points RTN Inorganic Sodium (Total) mg/L 1 - ≤180 18 N/A 0 13.93 32.38 20.88
Bloomsbury Reticulation Sample Points RTN Inorganic Sulphate mg/L 0.3 - ≤250 18 N/A 0 0.68 4.15 2.62
Bloomsbury Reticulation Sample Points RTN Microbial E. coli MPN/100mL 1 0 - 18 0 N/A <1 <1 <1
Bloomsbury Reticulation Sample Points RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 18 N/A N/A <1 8 1
Bloomsbury Reticulation Sample Points RTN Microbial Total Coliforms cfu/100mL 1 - - 18 N/A N/A <1 <1 <1
Bloomsbury Reticulation Sample Points RTN Microbial Total Coliforms MPN/100mL 1 - - 18 N/A N/A <1 <1 <1
Bloomsbury Reticulation Sample Points RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 30 0 N/A <20 <20 <20
Bloomsbury Reticulation Sample Points RTN Oxyhalides Chlorate µg/L 20 / 50 - - 30 N/A N/A <20 2132 255
Bloomsbury Reticulation Sample Points RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 30 0 N/A <20 <20 <20
Bloomsbury Reticulation Sample Points RTN Physical Alkalinity mg/L 1 - - 18 N/A N/A 48.00 156.28 80.14
Bloomsbury Reticulation Sample Points RTN Physical Bicarbonate mg/L 0.1 - - 18 N/A N/A 56.00 183.00 94.00
Bloomsbury Reticulation Sample Points RTN Physical Carbonate mg/L 0.1 - - 18 N/A N/A 0.10 0.70 0.28
Bloomsbury Reticulation Sample Points RTN Physical Colour - True TCU 1 - ≤15 18 N/A 0 <1 2 <1
Bloomsbury Reticulation Sample Points RTN Physical Conductivity µS/cm 10 - - 18 N/A N/A 89.90 780.40 306.35
Bloomsbury Reticulation Sample Points RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 18 N/A 6 66.70 97.20 85.04
Bloomsbury Reticulation Sample Points RTN Physical Free Carbon Dioxide mg/L 1 - - 18 N/A N/A 1.40 11.50 3.34
Bloomsbury Reticulation Sample Points RTN Physical Hydroxide mg/L 0.1 - - 18 N/A N/A <0.1 <0.1 <0.1
Bloomsbury Reticulation Sample Points RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 18 N/A 0 7.26 8.09 7.74
Bloomsbury Reticulation Sample Points RTN Physical Turbidity NTU 0.1 - ≤5 18 N/A 0 <0.1 3.0 0.5
Bloomsbury Reticulation Sample Points RTN Soluble Metals Iron (Soluble) µg/L 1 - ≤300 18 N/A 0 4.07 42.89 13.84
Bloomsbury Reticulation Sample Points RTN TOC Total Organic Carbon mg/L 0.3 - - 17 N/A N/A 0.63 1.79 1.15
Bloomsbury Reticulation Sample Points RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 18 N/A 0 <5 33 15
Bloomsbury Reticulation Sample Points RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 18 0 N/A <0.5 <0.5 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 18 0 N/A <1 <1 <1
Bloomsbury Reticulation Sample Points RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 18 0 N/A 16.00 37.85 22.94
Bloomsbury Reticulation Sample Points RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 18 0 N/A <0.5 <0.5 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 18 0 N/A 10.22 30.18 17.62
Bloomsbury Reticulation Sample Points RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 18 0 N/A <0.1 <0.1 <0.1
Bloomsbury Reticulation Sample Points RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 18 0 N/A <0.1 0.3 <0.1
Bloomsbury Reticulation Sample Points RTN Total Metals Cobalt (Total) µg/L 0.2 - - 18 N/A N/A <0.2 <0.2 <0.2
Bloomsbury Reticulation Sample Points RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 18 0 0 6.13 55.38 21.67
Bloomsbury Reticulation Sample Points RTN Total Metals Iron (Total) µg/L 1 - ≤300 18 N/A 0 4.07 42.89 13.84
Bloomsbury Reticulation Sample Points RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 18 0 N/A <0.5 0.8 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 18 0 0 <1 13 3
Bloomsbury Reticulation Sample Points RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 5 0 N/A <0.05 0.17 <0.05
Bloomsbury Reticulation Sample Points RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 18 0 N/A <1 4 <1
Bloomsbury Reticulation Sample Points RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 18 0 N/A <0.5 1.0 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 18 0 N/A <5 <5 <5
Bloomsbury Reticulation Sample Points RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 18 0 N/A <0.1 6.6 0.5
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Bloomsbury Reticulation Sample Points RTN Total Metals Strontium (Total) µg/L 1 - - 18 N/A N/A 96.20 307.23 158.91
Bloomsbury Reticulation Sample Points RTN Total Metals Thallium (Total) µg/L 0.5 - - 18 N/A N/A <0.5 <0.5 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Tin (Total) µg/L 1 - - 18 N/A N/A <1 41 10
Bloomsbury Reticulation Sample Points RTN Total Metals Titanium (Total) µg/L 0.5 - - 18 N/A N/A <0.5 5.4 1.7
Bloomsbury Reticulation Sample Points RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 18 0 N/A <0.5 3.5 <0.5
Bloomsbury Reticulation Sample Points RTN Total Metals Vanadium (Total) µg/L 0.1 - - 18 N/A N/A 0.31 7.26 1.31
Bloomsbury Reticulation Sample Points RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 18 N/A 0 3.54 32.87 14.93
Bloomsbury Reticulation Sample Points RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 6 0 N/A 11.80 33.30 19.18
Bloomsbury Reticulation Sample Points RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 6 0 N/A <1 5 2
Bloomsbury Reticulation Sample Points RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 6 0 N/A 13.70 55.10 35.48
Bloomsbury Reticulation Sample Points RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 6 0 N/A 3.70 29.10 13.40
Bloomsbury Reticulation Sample Points RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 6 0 N/A 44.70 91.40 70.05
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Calen Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 13 N/A N/A <0.02 1.54 1.01
Calen Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 13 0 9 0.03 1.69 1.10
Calen Treated Water TW Inorganic Bromide mg/L 0.4 - - 13 N/A N/A <0.4 <0.4 <0.4
Calen Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 13 N/A N/A 11.15 28.34 23.55
Calen Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 13 N/A 0 101.52 153.67 113.28
Calen Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 13 0 N/A <0.1 <0.1 <0.1
Calen Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 13 N/A 0 75.07 228.85 166.07
Calen Treated Water TW Inorganic Larson Index LI 0 - - 13 N/A N/A 0.63 0.98 0.73
Calen Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 13 N/A N/A <0.5 1.94 <0.5
Calen Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 13 0 N/A <0.3 22.03 17.78
Calen Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 13 0 N/A <0.4 <0.4 <0.4
Calen Treated Water TW Inorganic Phosphate mg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Calen Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 13 N/A N/A <0.5 0.70 <0.5
Calen Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 13 N/A 0 82.54 143.86 112.17
Calen Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 13 N/A 0 1.33 5.45 4.51
Calen Treated Water TW Microbial E. coli MPN/100mL 1 0 - 13 1 N/A <1 1.00 <1
Calen Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 13 N/A N/A <1 152.00 15.59
Calen Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 13 N/A N/A <1 34.40 3.01
Calen Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 4 0 N/A <20 <20 <20
Calen Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 4 N/A N/A <20 <20 <20
Calen Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 4 0 N/A <20 <20 <20
Calen Treated Water TW Physical Alkalinity mg/L 1 - - 13 N/A N/A 211.56 252.86 234.85
Calen Treated Water TW Physical Bicarbonate mg/L 0.1 - - 13 N/A N/A 249.00 298.00 276.62
Calen Treated Water TW Physical Carbonate mg/L 0.1 - - 13 N/A N/A 0.10 0.40 0.25
Calen Treated Water TW Physical Colour - True TCU 1 - ≤15 13 N/A 0 <1 1.00 <1
Calen Treated Water TW Physical Conductivity µS/cm 10 - - 13 N/A N/A 793.00 981.90 839.75
Calen Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 13 N/A 12 43.50 85.20 65.75
Calen Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 13 N/A N/A 16.30 48.40 27.03
Calen Treated Water TW Physical Hydroxide mg/L 0.1 - - 13 N/A N/A <0.1 <0.1 <0.1
Calen Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 13 N/A 0 6.96 7.46 7.26
Calen Treated Water TW Physical Temperature °C 0.1 - - 13 N/A N/A 24.10 28.40 26.16
Calen Treated Water TW Physical Turbidity NTU 0.1 - ≤5 13 N/A 0 <0.1 0.38 0.14
Calen Treated Water TW Soluble Metals Iron (Soluble) µg/L 1 - ≤300 13 N/A 0 1.09 17.22 4.82
Calen Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 2 0 0 <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 1 0 0 <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 1 0 0 <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - CL
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Calen Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 1 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endrin µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 1 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Phenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001
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Calen Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 2 0 N/A <0.0001 <0.0001 <0.0001
Calen Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 12 N/A N/A <0.3 0.74 <0.3
Calen Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 13 N/A 0 <5 14.69 <5
Calen Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 13 0 N/A <0.5 0.99 <0.5
Calen Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 13 0 N/A <1 <1 <1
Calen Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 13 0 N/A <1 1.14 <1
Calen Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 13 0 N/A <0.5 <0.5 <0.5
Calen Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 13 0 N/A 9.34 19.58 16.74
Calen Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 13 0 N/A <0.1 <0.1 <0.1
Calen Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 13 0 N/A <0.1 0.73 0.43
Calen Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 13 N/A N/A <0.2 <0.2 <0.2
Calen Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 13 0 0 3.82 64.03 30.34
Calen Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 13 N/A 0 1.09 17.22 4.82
Calen Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 13 0 N/A <0.5 0.56 <0.5
Calen Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 13 0 0 <1 1.94 <1
Calen Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Calen Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 13 0 N/A <1 <1 <1
Calen Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 13 0 N/A <0.5 <0.5 <0.5
Calen Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 13 0 N/A <5 <5 <5
Calen Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 13 0 N/A <0.1 0.23 <0.1
Calen Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 13 N/A N/A 105.81 346.57 273.47
Calen Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Calen Treated Water TW Total Metals Tin (Total) µg/L 1 - - 12 N/A N/A <1 128.92 18.38
Calen Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 10.35 2.79
Calen Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 13 0 N/A <0.5 1.58 <0.5
Calen Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 13 N/A N/A 20.96 31.86 24.78
Calen Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 13 N/A 0 <1 8.02 4.06
Calen Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Calen Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Calen Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Calen Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Calen Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 4 0 N/A <1 1.70 <1
Calen Reticulation Sample RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 13 N/A N/A 0.69 1.52 1.08
Calen Reticulation Sample RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 13 0 13 0.75 1.60 1.17
Calen Reticulation Sample RTN Inorganic Bromide mg/L 0.4 - - 13 N/A N/A <0.4 <0.4 <0.4
Calen Reticulation Sample RTN Inorganic Calcium (Total) mg/L 0.5 - - 13 N/A N/A 13.71 33.60 25.30
Calen Reticulation Sample RTN Inorganic Chloride mg/L 0.005 - ≤250 13 N/A 0 98.80 175.21 120.59
Calen Reticulation Sample RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 13 0 N/A <0.1 0.10 <0.1
Calen Reticulation Sample RTN Inorganic Hardness mg/L 0.25 - ≤200 13 N/A 0 90.54 229.96 170.64
Calen Reticulation Sample RTN Inorganic Larson Index LI 0 - - 13 N/A N/A 0.63 1.07 0.76
Calen Reticulation Sample RTN Inorganic Magnesium (Total) mg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Inorganic Nitrate mg/L 0.3 ≤50 - 13 0 N/A 0.87 22.33 19.15
Calen Reticulation Sample RTN Inorganic Nitrite mg/L 0.4 ≤3 - 13 0 N/A <0.4 0.97 <0.4
Calen Reticulation Sample RTN Inorganic Phosphate mg/L 0.5 - - 13 N/A N/A <0.5 0.50 <0.5
Calen Reticulation Sample RTN Inorganic Potassium (Total) mg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Inorganic Sodium (Total) mg/L 1 - ≤180 13 N/A 0 77.45 155.27 116.12
Calen Reticulation Sample RTN Inorganic Sulphate mg/L 0.3 - ≤250 13 N/A 0 1.37 5.67 4.72
Calen Reticulation Sample RTN Microbial E. coli MPN/100mL 1 0 - 13 0 N/A <1 <1 <1
Calen Reticulation Sample RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 13 N/A N/A <1 4.00 1.08
Calen Reticulation Sample RTN Microbial Total Coliforms cfu/100mL 1 - - 13 N/A N/A <1 <1 <1
Calen Reticulation Sample RTN Microbial Total Coliforms MPN/100mL 1 - - 13 N/A N/A <1 <1 <1
Calen Reticulation Sample RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 4 0 N/A <20 <20 <20
Calen Reticulation Sample RTN Oxyhalides Chlorate µg/L 20 / 50 - - 4 N/A N/A <20 48.19 <20
Calen Reticulation Sample RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 4 0 N/A <20 <20 <20
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Calen Reticulation Sample RTN Physical Alkalinity mg/L 1 - - 13 N/A N/A 217.58 247.92 235.60
Calen Reticulation Sample RTN Physical Bicarbonate mg/L 0.1 - - 13 N/A N/A 256.00 292.00 277.54
Calen Reticulation Sample RTN Physical Carbonate mg/L 0.1 - - 13 N/A N/A 0.20 0.30 0.25
Calen Reticulation Sample RTN Physical Colour - True TCU 1 - ≤15 13 N/A 0 <1 3.00 <1
Calen Reticulation Sample RTN Physical Conductivity µS/cm 10 - - 13 N/A N/A 804.10 1049.80 872.67
Calen Reticulation Sample RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 13 N/A 10 44.30 93.10 73.60
Calen Reticulation Sample RTN Physical Free Carbon Dioxide mg/L 1 - - 13 N/A N/A 19.00 35.60 24.83
Calen Reticulation Sample RTN Physical Hydroxide mg/L 0.1 - - 13 N/A N/A <0.1 <0.1 <0.1
Calen Reticulation Sample RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 13 N/A 0 7.12 7.39 7.29
Calen Reticulation Sample RTN Physical Temperature °C 0.1 - - 13 N/A N/A 22.70 31.60 27.28
Calen Reticulation Sample RTN Physical Turbidity NTU 0.1 - ≤5 13 N/A 0 <0.1 0.83 0.21
Calen Reticulation Sample RTN TOC Total Organic Carbon mg/L 0.3 - - 13 N/A N/A <0.3 0.58 <0.3
Calen Reticulation Sample RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 13 N/A 0 <5 8.76 <5
Calen Reticulation Sample RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 13 0 N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 13 0 N/A <1 <1 <1
Calen Reticulation Sample RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 13 0 N/A <1 2.42 1.28
Calen Reticulation Sample RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 13 0 N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 13 0 N/A 16.37 24.53 18.44
Calen Reticulation Sample RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 13 0 N/A <0.1 <0.1 <0.1
Calen Reticulation Sample RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 13 0 N/A 0.25 0.69 0.38
Calen Reticulation Sample RTN Total Metals Cobalt (Total) µg/L 0.2 - - 13 N/A N/A <0.2 <0.2 <0.2
Calen Reticulation Sample RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 13 0 0 7.11 72.98 40.23
Calen Reticulation Sample RTN Total Metals Iron (Total) µg/L 1 - ≤300 13 N/A 0 1.66 21.28 7.32
Calen Reticulation Sample RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 13 0 N/A <0.5 2.77 1.13
Calen Reticulation Sample RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 13 0 0 <1 <1 <1
Calen Reticulation Sample RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Calen Reticulation Sample RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 13 0 N/A <1 1.54 <1
Calen Reticulation Sample RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 13 0 N/A <0.5 0.66 <0.5
Calen Reticulation Sample RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 13 0 N/A <5 <5 <5
Calen Reticulation Sample RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 13 0 N/A <0.1 0.27 <0.1
Calen Reticulation Sample RTN Total Metals Strontium (Total) µg/L 1 - - 13 N/A N/A 165.73 382.46 284.88
Calen Reticulation Sample RTN Total Metals Thallium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Total Metals Tin (Total) µg/L 1 - - 12 N/A N/A <1 32.76 9.25
Calen Reticulation Sample RTN Total Metals Titanium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 9.50 2.49
Calen Reticulation Sample RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 13 0 N/A <0.5 <0.5 <0.5
Calen Reticulation Sample RTN Total Metals Vanadium (Total) µg/L 0.1 - - 13 N/A N/A 19.27 27.36 23.96
Calen Reticulation Sample RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 13 N/A 0 6.13 79.47 28.28
Calen Reticulation Sample RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 4 0 N/A 2.60 3.60 3.13
Calen Reticulation Sample RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 4 0 N/A 4.00 15.00 8.33
Calen Reticulation Sample RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 4 0 N/A <1 1.70 <1
Calen Reticulation Sample RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 4 0 N/A 6.10 9.90 7.93
Calen Reticulation Sample RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 4 0 N/A 13.50 30.20 20.33
Calen Reservoir RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 12 N/A N/A 0.80 1.62 1.15
Calen Reservoir RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 12 0 12 0.94 1.75 1.23
Calen Reservoir RSV Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Calen Reservoir RSV Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 14.16 30.26 23.04
Calen Reservoir RSV Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 106.38 129.89 115.99
Calen Reservoir RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Calen Reservoir RSV Inorganic Hardness mg/L 0.25 - ≤200 4 N/A 0 94.28 190.31 154.60
Calen Reservoir RSV Inorganic Larson Index LI 0 - - 4 N/A N/A 0.70 0.82 0.76
Calen Reservoir RSV Inorganic Magnesium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Calen Reservoir RSV Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A 21.20 22.26 21.58
Calen Reservoir RSV Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Calen Reservoir RSV Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 0.50 <0.5
Calen Reservoir RSV Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 1.59 0.52
Calen Reservoir RSV Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 0 97.74 156.32 123.73
Calen Reservoir RSV Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 4.69 5.32 5.08
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Calen Reservoir RSV Microbial E. coli MPN/100mL 1 0 - 13 0 N/A <1 <1 <1
Calen Reservoir RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 13 N/A N/A <1 27.00 2.87
Calen Reservoir RSV Microbial Total Coliforms MPN/100mL 1 - - 13 N/A N/A <1 5.30 <1
Calen Reservoir RSV Physical Alkalinity mg/L 1 - - 4 N/A N/A 219.40 239.44 230.33
Calen Reservoir RSV Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 258.00 282.00 271.00
Calen Reservoir RSV Physical Carbonate mg/L 0.1 - - 4 N/A N/A 0.30 0.40 0.38
Calen Reservoir RSV Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 1.00 <1
Calen Reservoir RSV Physical Conductivity µS/cm 10 - - 4 N/A N/A 787.00 899.20 832.43
Calen Reservoir RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 4 N/A 3 70.60 88.70 75.88
Calen Reservoir RSV Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 14.70 17.80 16.23
Calen Reservoir RSV Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Calen Reservoir RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 4 N/A 0 7.39 7.50 7.45
Calen Reservoir RSV Physical Temperature °C 0.1 - - 4 N/A N/A 24.70 29.70 26.90
Calen Reservoir RSV Physical Turbidity NTU 0.1 - ≤5 4 N/A 0 <0.1 0.32 0.12
Calen Reservoir RSV TOC Total Organic Carbon mg/L 0.3 - - 4 N/A N/A <0.3 0.68 <0.3
Calen Reservoir RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 4 N/A 0 <5 5.61 <5
Calen Reservoir RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 4 0 N/A <0.5 1.58 0.52
Calen Reservoir RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 4 0 N/A <1 <1 <1
Calen Reservoir RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 4 0 N/A 1.21 2.76 1.84
Calen Reservoir RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 4 0 N/A <0.5 <0.5 <0.5
Calen Reservoir RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 4 0 N/A 17.14 19.34 18.34
Calen Reservoir RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 4 0 N/A <0.1 <0.1 <0.1
Calen Reservoir RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 4 0 N/A 0.32 0.62 0.41
Calen Reservoir RSV Total Metals Cobalt (Total) µg/L 0.2 - - 4 N/A N/A <0.2 <0.2 <0.2
Calen Reservoir RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 4 0 0 66.40 95.70 85.15
Calen Reservoir RSV Total Metals Iron (Total) µg/L 1 - ≤300 4 N/A 0 1.13 13.73 6.04
Calen Reservoir RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 4 0 N/A 0.87 1.27 1.01
Calen Reservoir RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 4 0 0 <1 <1 <1
Calen Reservoir RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Calen Reservoir RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 4 0 N/A <1 4.29 1.32
Calen Reservoir RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 4 0 N/A <0.5 2.00 1.00
Calen Reservoir RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 4 0 N/A <5 <5 <5
Calen Reservoir RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 4 0 N/A <0.1 2.45 0.64
Calen Reservoir RSV Total Metals Strontium (Total) µg/L 1 - - 4 N/A N/A 171.28 323.45 255.24
Calen Reservoir RSV Total Metals Thallium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Calen Reservoir RSV Total Metals Tin (Total) µg/L 1 - - 3 N/A N/A <1 4.99 1.89
Calen Reservoir RSV Total Metals Titanium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 9.11 3.14
Calen Reservoir RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 4 0 N/A <0.5 3.90 1.10
Calen Reservoir RSV Total Metals Vanadium (Total) µg/L 0.1 - - 4 N/A N/A 22.79 27.61 25.30
Calen Reservoir RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 4 N/A 0 10.13 22.58 16.97
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Eton Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 12 N/A N/A 0.76 1.44 1.08
Eton Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 12 0 12 0.83 1.50 1.12
Eton Treated Water TW Inorganic Bromide mg/L 0.4 - - 12 N/A N/A <0.4 <0.4 <0.4
Eton Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 52 N/A N/A 30.36 83.70 35.82
Eton Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 12 N/A 0 116.74 200.72 175.27
Eton Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 12 0 N/A <0.1 <0.1 <0.1
Eton Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 53 N/A 2 139.66 380.67 167.34
Eton Treated Water TW Inorganic Larson Index LI 0 - - 12 N/A N/A 0.58 1.00 0.81
Eton Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 12 N/A N/A <0.5 <0.5 <0.5
Eton Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 12 0 N/A <0.3 2.34 0.32
Eton Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 12 0 N/A <0.4 2.34 <0.4
Eton Treated Water TW Inorganic Phosphate mg/L 0.5 - - 12 N/A N/A <0.5 <0.5 <0.5
Eton Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 12 N/A N/A <0.5 0.68 <0.5
Eton Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 33 N/A 20 88.20 244.03 190.45
Eton Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 12 N/A 0 7.52 12.36 11.19
Eton Treated Water TW Microbial E. coli MPN/100mL 1 0 - 12 0 N/A <1 <1 <1
Eton Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 12 N/A N/A <1 4 1
Eton Treated Water TW Microbial Total Coliforms cfu/100mL 1 - - 12 N/A N/A <1 <1 <1
Eton Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 12 N/A N/A <1 <1 <1
Eton Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 12 0 N/A <20 <20 <20
Eton Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 12 N/A N/A <20 562 177
Eton Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 12 0 N/A <20 <20 <20
Eton Treated Water TW Physical Alkalinity mg/L 1 - - 12 N/A N/A 294.60 417.02 334.33
Eton Treated Water TW Physical Bicarbonate mg/L 0.1 - - 12 N/A N/A 347.00 492.00 393.33
Eton Treated Water TW Physical Carbonate mg/L 0.1 - - 12 N/A N/A 0.20 1.80 0.61
Eton Treated Water TW Physical Colour - True TCU 1 - ≤15 12 N/A 0 <1 2 <1
Eton Treated Water TW Physical Conductivity µS/cm 10 - - 12 N/A N/A 1089.20 1434.10 1176.59
Eton Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 12 N/A 9 44.80 96.10 64.34
Eton Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 12 N/A N/A 9.90 75.50 30.73
Eton Treated Water TW Physical Hydroxide mg/L 0.1 - - 12 N/A N/A <0.1 <0.1 <0.1
Eton Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 12 N/A 0 7.00 7.89 7.43
Eton Treated Water TW Physical Turbidity NTU 0.1 - ≤5 12 N/A 0 <0.1 0.32 0.13
Eton Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 1 0 0 <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 1 0 0 <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 1 0 0 <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - ET
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Eton Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endrin µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Phenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Eton Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 12 N/A N/A <0.3 1.39 0.30
Eton Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 12 N/A 0 <5 <5 <5
Eton Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 12 0 N/A <0.5 1.41 <0.5
Eton Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 12 0 N/A <1 <1 <1
Eton Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 12 0 N/A 18.20 49.48 21.99
Eton Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 12 0 N/A <0.5 <0.5 <0.5
Eton Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 12 0 N/A 21.82 27.41 24.11
Eton Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 12 0 N/A <0.1 <0.1 <0.1
Eton Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 12 0 N/A <0.1 0.11 <0.1
Eton Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 12 N/A N/A <0.2 <0.2 <0.2
Eton Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 12 0 0 4.19 81.04 47.47
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Eton Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 12 N/A 0 <1 4 2
Eton Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 12 0 N/A <0.5 0.79 <0.5
Eton Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 12 0 0 <1 <1 <1
Eton Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 5 0 N/A <0.05 0.17 0.08
Eton Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 12 0 N/A <1 1 <1
Eton Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 12 0 N/A <0.5 0.58 <0.5
Eton Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 12 0 N/A 6.33 11.07 8.47
Eton Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 12 0 N/A <0.1 0.15 <0.1
Eton Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 12 N/A N/A 270.12 919.25 394.88
Eton Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 12 N/A N/A <0.5 <0.5 <0.5
Eton Treated Water TW Total Metals Tin (Total) µg/L 1 - - 11 N/A N/A 4.30 17.99 8.47
Eton Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 12 N/A N/A <0.5 8.17 2.38
Eton Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 12 0 N/A 2.49 3.98 3.25
Eton Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 12 N/A N/A 14.89 17.79 16.33
Eton Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 12 N/A 0 <1 19 9
Eton Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 5 0 N/A <1 <1 <1
Eton Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 5 0 N/A <1 <1 <1
Eton Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 5 0 N/A <1 <1 <1
Eton Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 5 0 N/A <1 <1 <1
Eton Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 5 0 N/A <1 1 <1
Eton Reticulation Sample RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 22 N/A N/A 0.39 2.30 0.99
Eton Reticulation Sample RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 22 0 20 0.43 2.40 1.09
Eton Reticulation Sample RTN Inorganic Bromide mg/L 0.4 - - 22 N/A N/A <0.4 0.47 <0.4
Eton Reticulation Sample RTN Inorganic Calcium (Total) mg/L 0.5 - - 22 N/A N/A 34.48 70.90 47.06
Eton Reticulation Sample RTN Inorganic Chloride mg/L 0.005 - ≤250 22 N/A 0 173.18 196.72 179.82
Eton Reticulation Sample RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 22 0 N/A <0.1 <0.1 <0.1
Eton Reticulation Sample RTN Inorganic Hardness mg/L 0.25 - ≤200 22 N/A 0 152.61 246.63 182.20
Eton Reticulation Sample RTN Inorganic Larson Index LI 0 - - 22 N/A N/A 0.73 0.95 0.83
Eton Reticulation Sample RTN Inorganic Magnesium (Total) mg/L 0.5 - - 20 N/A N/A <0.5 9.41 1.25
Eton Reticulation Sample RTN Inorganic Nitrate mg/L 0.3 ≤50 - 22 0 N/A <0.3 0.59 <0.3
Eton Reticulation Sample RTN Inorganic Nitrite mg/L 0.4 ≤3 - 22 0 N/A <0.4 0.59 <0.4
Eton Reticulation Sample RTN Inorganic Phosphate mg/L 0.5 - - 22 N/A N/A <0.5 <0.5 <0.5
Eton Reticulation Sample RTN Inorganic Potassium (Total) mg/L 0.5 - - 20 N/A N/A <0.5 0.85 <0.5
Eton Reticulation Sample RTN Inorganic Sodium (Total) mg/L 1 - ≤180 20 N/A 20 185.09 223.60 196.99
Eton Reticulation Sample RTN Inorganic Sulphate mg/L 0.3 - ≤250 22 N/A 0 8.96 12.96 11.68
Eton Reticulation Sample RTN Microbial E. coli MPN/100mL 1 0 - 22 0 N/A <1 <1 <1
Eton Reticulation Sample RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 20 N/A N/A <1 2600 136
Eton Reticulation Sample RTN Microbial Total Coliforms MPN/100mL 1 - - 22 N/A N/A <1 <1 <1
Eton Reticulation Sample RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 22 0 N/A <20 <20 <20
Eton Reticulation Sample RTN Oxyhalides Chlorate µg/L 20 / 50 - - 22 N/A N/A <20 375 173
Eton Reticulation Sample RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 22 0 N/A <20 <20 <20
Eton Reticulation Sample RTN Physical Alkalinity mg/L 1 - - 22 N/A N/A 284.98 383.46 336.83
Eton Reticulation Sample RTN Physical Bicarbonate mg/L 0.1 - - 22 N/A N/A 336.00 444.00 395.14
Eton Reticulation Sample RTN Physical Carbonate mg/L 0.1 - - 22 N/A N/A 0.20 4.70 1.15
Eton Reticulation Sample RTN Physical Colour - True TCU 1 - ≤15 22 N/A 0 <1 2 <1
Eton Reticulation Sample RTN Physical Conductivity µS/cm 10 - - 22 N/A N/A 876.10 1283.70 1203.92
Eton Reticulation Sample RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 22 N/A 18 27.00 87.10 65.00
Eton Reticulation Sample RTN Physical Free Carbon Dioxide mg/L 1 - - 22 N/A N/A 3.40 49.60 18.91
Eton Reticulation Sample RTN Physical Hydroxide mg/L 0.1 - - 22 N/A N/A <0.1 <0.1 <0.1
Eton Reticulation Sample RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 22 N/A 0 7.06 8.35 7.64
Eton Reticulation Sample RTN Physical Temperature °C 0.1 - - 22 N/A N/A 23.00 31.90 27.69
Eton Reticulation Sample RTN Physical Turbidity NTU 0.1 - ≤5 22 N/A 0 <0.1 1.26 0.23
Eton Reticulation Sample RTN TOC Total Organic Carbon mg/L 0.3 - - 22 N/A N/A <0.3 0.82 <0.3
Eton Reticulation Sample RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 20 N/A 0 <5 8 <5
Eton Reticulation Sample RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 20 0 N/A <0.5 2.38 <0.5
Eton Reticulation Sample RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 20 0 N/A <1 <1 <1
Eton Reticulation Sample RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 20 0 N/A 17.98 24.14 20.65
Eton Reticulation Sample RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 20 0 N/A <0.5 <0.5 <0.5
Eton Reticulation Sample RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 20 0 N/A 21.12 27.89 25.68
Eton Reticulation Sample RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 20 0 N/A <0.1 <0.1 <0.1
Eton Reticulation Sample RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 20 0 N/A 0.12 0.90 0.47
Eton Reticulation Sample RTN Total Metals Cobalt (Total) µg/L 0.2 - - 20 N/A N/A <0.2 <0.2 <0.2
Eton Reticulation Sample RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 20 0 0 6.79 83.82 23.44
Eton Reticulation Sample RTN Total Metals Iron (Total) µg/L 1 - ≤300 20 N/A 0 1.44 21.60 9.73
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Eton Reticulation Sample RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 20 0 N/A <0.5 1.66 0.82
Eton Reticulation Sample RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 20 0 0 <1 9 1
Eton Reticulation Sample RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 7 0 N/A <0.05 0.17 0.06
Eton Reticulation Sample RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 20 0 N/A <1 3 <1
Eton Reticulation Sample RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 20 0 N/A <0.5 0.56 <0.5
Eton Reticulation Sample RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 20 0 N/A <5 10 8
Eton Reticulation Sample RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 20 0 N/A <0.1 1.04 0.12
Eton Reticulation Sample RTN Total Metals Strontium (Total) µg/L 1 - - 20 N/A N/A 356.91 436.81 405.24
Eton Reticulation Sample RTN Total Metals Thallium (Total) µg/L 0.5 - - 20 N/A N/A <0.5 <0.5 <0.5
Eton Reticulation Sample RTN Total Metals Tin (Total) µg/L 1 - - 20 N/A N/A <1 98 15
Eton Reticulation Sample RTN Total Metals Titanium (Total) µg/L 0.5 - - 20 N/A N/A <0.5 12.76 2.83
Eton Reticulation Sample RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 20 0 N/A 2.38 5.56 3.27
Eton Reticulation Sample RTN Total Metals Vanadium (Total) µg/L 0.1 - - 20 N/A N/A 10.69 18.93 16.16
Eton Reticulation Sample RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 20 N/A 0 4.44 44.95 18.27
Eton Reticulation Sample RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 7 0 N/A <1 3 1
Eton Reticulation Sample RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 7 0 N/A 2.70 17.80 5.97
Eton Reticulation Sample RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 7 0 N/A <1 1 <1
Eton Reticulation Sample RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 7 0 N/A 1.70 8.70 3.93
Eton Reticulation Sample RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 7 0 N/A 5.20 29.60 11.41
Eton Reservoir RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 12 N/A N/A 0.68 2.30 1.20
Eton Reservoir RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 12 0 0 0.74 2.38 1.28
Eton Reservoir RSV Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Eton Reservoir RSV Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 34.83 40.91 37.01
Eton Reservoir RSV Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 175.45 195.74 181.69
Eton Reservoir RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Eton Reservoir RSV Inorganic Hardness mg/L 0.25 - ≤200 4 N/A 0 155.04 170.07 161.19
Eton Reservoir RSV Inorganic Larson Index LI 0 - - 4 N/A N/A 0.81 0.93 0.87
Eton Reservoir RSV Inorganic Magnesium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Eton Reservoir RSV Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A <0.3 <0.3 <0.3
Eton Reservoir RSV Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Eton Reservoir RSV Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Eton Reservoir RSV Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Eton Reservoir RSV Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 4 187.55 198.18 194.77
Eton Reservoir RSV Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 11.00 12.48 11.84
Eton Reservoir RSV Microbial E. coli MPN/100mL 1 0 - 12 0 N/A <1 <1 <1
Eton Reservoir RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 11 N/A N/A <1 24 4
Eton Reservoir RSV Microbial Total Coliforms MPN/100mL 1 - - 12 N/A N/A <1 <1 <1
Eton Reservoir RSV Physical Alkalinity mg/L 1 - - 4 N/A N/A 310.68 331.74 319.05
Eton Reservoir RSV Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 365.00 390.00 375.25
Eton Reservoir RSV Physical Carbonate mg/L 0.1 - - 4 N/A N/A 0.40 0.90 0.65
Eton Reservoir RSV Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 1 <1
Eton Reservoir RSV Physical Conductivity µS/cm 10 - - 4 N/A N/A 1175.30 1260.90 1211.18
Eton Reservoir RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 4 N/A 0 42.20 83.40 63.85
Eton Reservoir RSV Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 12.30 27.80 19.88
Eton Reservoir RSV Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Eton Reservoir RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 4 N/A 0 7.35 7.70 7.53
Eton Reservoir RSV Physical Temperature °C 0.1 - - 4 N/A N/A 23.40 31.50 27.55
Eton Reservoir RSV Physical Turbidity NTU 0.1 - ≤5 4 N/A 0 <0.1 0.33 0.11
Eton Reservoir RSV TOC Total Organic Carbon mg/L 0.3 - - 4 N/A N/A <0.3 0.33 <0.3
Eton Reservoir RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 4 N/A 0 <5 <5 <5
Eton Reservoir RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 4 0 N/A <0.5 0.50 <0.5
Eton Reservoir RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 4 0 N/A <1 <1 <1
Eton Reservoir RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 4 0 N/A 19.19 21.15 20.20
Eton Reservoir RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 4 0 N/A <0.5 <0.5 <0.5
Eton Reservoir RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 4 0 N/A 23.21 26.93 24.98
Eton Reservoir RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 4 0 N/A <0.1 <0.1 <0.1
Eton Reservoir RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 4 0 N/A 0.20 0.34 0.26
Eton Reservoir RSV Total Metals Cobalt (Total) µg/L 0.2 - - 4 N/A N/A <0.2 <0.2 <0.2
Eton Reservoir RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 4 0 0 16.91 89.54 44.50
Eton Reservoir RSV Total Metals Iron (Total) µg/L 1 - ≤300 4 N/A 0 1.23 4.49 2.53
Eton Reservoir RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 4 0 N/A 0.60 2.00 1.16
Eton Reservoir RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 4 0 0 <1 <1 <1
Eton Reservoir RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Eton Reservoir RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 4 0 N/A <1 <1 <1
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Eton Reservoir RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 4 0 N/A <0.5 0.67 <0.5
Eton Reservoir RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 4 0 N/A 6.65 9.06 7.87
Eton Reservoir RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 4 0 N/A <0.1 0.14 <0.1
Eton Reservoir RSV Total Metals Strontium (Total) µg/L 1 - - 4 N/A N/A 363.87 413.52 392.54
Eton Reservoir RSV Total Metals Thallium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Eton Reservoir RSV Total Metals Tin (Total) µg/L 1 - - 4 N/A N/A <1 27 10
Eton Reservoir RSV Total Metals Titanium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 7.19 1.92
Eton Reservoir RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 4 0 N/A 2.67 6.41 3.76
Eton Reservoir RSV Total Metals Vanadium (Total) µg/L 0.1 - - 4 N/A N/A 15.96 16.98 16.60
Eton Reservoir RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 4 N/A 0 8.63 28.98 17.98
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Finch Hatton Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 12 N/A N/A <0.02 1.16 0.85
Finch Hatton Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 12 0 11 0.02 1.21 0.89
Finch Hatton Treated Water TW Inorganic Bromide mg/L 0.4 - - 12 N/A N/A <0.4 <0.4 <0.4
Finch Hatton Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 12 N/A N/A 11.69 17.05 15.00
Finch Hatton Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 12 N/A 0 13.08 19.44 16.36
Finch Hatton Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 12 0 N/A <0.1 <0.1 <0.1
Finch Hatton Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 11 N/A 0 57.55 72.42 65.86
Finch Hatton Treated Water TW Inorganic Larson Index LI 0 - - 11 N/A N/A 0.27 0.40 0.35
Finch Hatton Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 12 N/A N/A 1.41 8.38 2.98
Finch Hatton Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 12 0 N/A <0.3 5.08 2.74
Finch Hatton Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 12 0 N/A <0.4 <0.4 <0.4
Finch Hatton Treated Water TW Inorganic Phosphate mg/L 0.5 - - 12 N/A N/A <0.5 <0.5 <0.5
Finch Hatton Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 12 N/A N/A 1.55 1.91 1.73
Finch Hatton Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 12 N/A 0 15.71 22.70 17.92
Finch Hatton Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 12 N/A 0 0.32 3.38 2.73
Finch Hatton Treated Water TW Microbial E. coli MPN/100mL 1 0 - 12 0 N/A <1 <1 <1
Finch Hatton Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 12 N/A N/A <1 4 1
Finch Hatton Treated Water TW Microbial Total Coliforms cfu/100mL 1 - - 12 N/A N/A <1 <1 <1
Finch Hatton Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 12 N/A N/A <1 <1 <1
Finch Hatton Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 12 0 N/A <20 <20 <20
Finch Hatton Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 12 N/A N/A 45.96 183.72 106.66
Finch Hatton Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 12 0 N/A <20 <20 <20
Finch Hatton Treated Water TW Physical Alkalinity mg/L 1 - - 12 N/A N/A 69.02 102.32 77.97
Finch Hatton Treated Water TW Physical Bicarbonate mg/L 0.1 - - 12 N/A N/A 81.00 121.00 91.92
Finch Hatton Treated Water TW Physical Carbonate mg/L 0.1 - - 12 N/A N/A <0.1 0.10 <0.1
Finch Hatton Treated Water TW Physical Colour - True TCU 1 - ≤15 12 N/A 0 <1 1 <1
Finch Hatton Treated Water TW Physical Conductivity µS/cm 10 - - 12 N/A N/A 198.80 322.30 222.43
Finch Hatton Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 12 N/A 6 67.10 91.20 83.94
Finch Hatton Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 12 N/A N/A 4.20 26.30 9.53
Finch Hatton Treated Water TW Physical Hydroxide mg/L 0.1 - - 12 N/A N/A <0.1 <0.1 <0.1
Finch Hatton Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 12 N/A 0 6.75 7.54 7.26
Finch Hatton Treated Water TW Physical Turbidity NTU 0.1 - ≤5 12 N/A 0 <0.1 0.59 0.13
Finch Hatton Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 1 0 0 <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 1 0 0 <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 1 0 0 <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
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Finch Hatton Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endrin µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Phenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Finch Hatton Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 12 N/A N/A <0.3 0.35 <0.3
Finch Hatton Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 12 N/A 0 <5 <5 <5
Finch Hatton Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 12 0 N/A <0.5 <0.5 <0.5
Finch Hatton Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 12 0 N/A <1 <1 <1
Finch Hatton Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 12 0 N/A 9.16 11.96 10.72
Finch Hatton Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 12 0 N/A <0.5 <0.5 <0.5
Finch Hatton Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 12 0 N/A 14.61 18.72 16.49
Finch Hatton Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 12 0 N/A <0.1 <0.1 <0.1
Finch Hatton Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 12 0 N/A <0.1 0.26 <0.1
Finch Hatton Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 12 N/A N/A <0.2 <0.2 <0.2
Finch Hatton Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 12 0 0 10.21 37.91 21.55
Finch Hatton Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 12 N/A 0 <1 10 4
Finch Hatton Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 12 0 N/A <0.5 0.97 <0.5
Finch Hatton Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 12 0 0 1.41 8.38 2.98
Finch Hatton Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Finch Hatton Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 12 0 N/A <1 <1 <1
Finch Hatton Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 12 0 N/A <0.5 <0.5 <0.5
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Finch Hatton Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 12 0 N/A <5 <5 <5
Finch Hatton Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 12 0 N/A <0.1 0.51 <0.1
Finch Hatton Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 12 N/A N/A 88.63 128.97 107.16
Finch Hatton Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 12 N/A N/A <0.5 <0.5 <0.5
Finch Hatton Treated Water TW Total Metals Tin (Total) µg/L 1 - - 12 N/A N/A 1.54 12.28 6.89
Finch Hatton Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 12 N/A N/A <0.5 6.25 1.58
Finch Hatton Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 12 0 N/A <0.5 7.17 0.85
Finch Hatton Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 12 N/A N/A 5.79 7.30 6.64
Finch Hatton Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 12 N/A 0 1.10 10.17 5.56
Finch Hatton Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 4 0 N/A 1.00 1.40 1.25
Finch Hatton Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Finch Hatton Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Finch Hatton Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 4 0 N/A 1.40 2.10 1.80
Finch Hatton Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 4 0 N/A 3.60 4.90 4.35
Finch Hatton Reticulation Network RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 11 N/A N/A 0.80 2.20 1.16
Finch Hatton Reticulation Network RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 11 0 11 0.88 2.30 1.25
Finch Hatton Reticulation Network RTN Inorganic Bromide mg/L 0.4 - - 11 N/A N/A <0.4 <0.4 <0.4
Finch Hatton Reticulation Network RTN Inorganic Calcium (Total) mg/L 0.5 - - 11 N/A N/A 14.47 18.15 15.82
Finch Hatton Reticulation Network RTN Inorganic Chloride mg/L 0.005 - ≤250 11 N/A 0 15.34 18.86 17.17
Finch Hatton Reticulation Network RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 11 0 N/A <0.1 <0.1 <0.1
Finch Hatton Reticulation Network RTN Inorganic Hardness mg/L 0.25 - ≤200 11 N/A 0 62.97 76.23 67.83
Finch Hatton Reticulation Network RTN Inorganic Larson Index LI 0 - - 10 N/A N/A 0.33 0.42 0.37
Finch Hatton Reticulation Network RTN Inorganic Magnesium (Total) mg/L 0.5 - - 11 N/A N/A <0.5 4.58 2.40
Finch Hatton Reticulation Network RTN Inorganic Nitrate mg/L 0.3 ≤50 - 11 0 N/A 1.86 4.50 2.87
Finch Hatton Reticulation Network RTN Inorganic Nitrite mg/L 0.4 ≤3 - 11 0 N/A <0.4 <0.4 <0.4
Finch Hatton Reticulation Network RTN Inorganic Phosphate mg/L 0.5 - - 11 N/A N/A <0.5 <0.5 <0.5
Finch Hatton Reticulation Network RTN Inorganic Potassium (Total) mg/L 0.5 - - 11 N/A N/A 1.57 4.76 1.99
Finch Hatton Reticulation Network RTN Inorganic Sodium (Total) mg/L 1 - ≤180 11 N/A 0 15.54 18.77 17.18
Finch Hatton Reticulation Network RTN Inorganic Sulphate mg/L 0.3 - ≤250 11 N/A 0 2.77 3.38 3.10
Finch Hatton Reticulation Network RTN Microbial E. coli MPN/100mL 1 0 - 11 0 N/A <1 <1 <1
Finch Hatton Reticulation Network RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 10 N/A N/A <1 10 2
Finch Hatton Reticulation Network RTN Microbial Total Coliforms MPN/100mL 1 - - 11 N/A N/A <1 <1 <1
Finch Hatton Reticulation Network RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 11 0 N/A <20 <20 <20
Finch Hatton Reticulation Network RTN Oxyhalides Chlorate µg/L 20 / 50 - - 11 N/A N/A <20 173 106
Finch Hatton Reticulation Network RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 11 0 N/A <20 <20 <20
Finch Hatton Reticulation Network RTN Physical Alkalinity mg/L 1 - - 11 N/A N/A 73.88 83.02 77.48
Finch Hatton Reticulation Network RTN Physical Bicarbonate mg/L 0.1 - - 11 N/A N/A 87.00 98.00 91.27
Finch Hatton Reticulation Network RTN Physical Carbonate mg/L 0.1 - - 11 N/A N/A <0.1 0.20 0.11
Finch Hatton Reticulation Network RTN Physical Colour - True TCU 1 - ≤15 11 N/A 0 <1 1 <1
Finch Hatton Reticulation Network RTN Physical Conductivity µS/cm 10 - - 11 N/A N/A 200.60 349.00 253.59
Finch Hatton Reticulation Network RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 11 N/A 4 69.60 96.00 82.97
Finch Hatton Reticulation Network RTN Physical Free Carbon Dioxide mg/L 1 - - 11 N/A N/A 3.70 16.60 9.87
Finch Hatton Reticulation Network RTN Physical Hydroxide mg/L 0.1 - - 11 N/A N/A <0.1 <0.1 <0.1
Finch Hatton Reticulation Network RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 11 N/A 0 6.96 7.60 7.24
Finch Hatton Reticulation Network RTN Physical Temperature °C 0.1 - - 11 N/A N/A 23.10 30.00 26.87
Finch Hatton Reticulation Network RTN Physical Turbidity NTU 0.1 - ≤5 11 N/A 0 <0.1 0.22 <0.1
Finch Hatton Reticulation Network RTN TOC Total Organic Carbon mg/L 0.3 - - 11 N/A N/A <0.3 1.92 0.42
Finch Hatton Reticulation Network RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 11 N/A 0 <5 26 <5
Finch Hatton Reticulation Network RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 11 0 N/A <0.5 0.88 <0.5
Finch Hatton Reticulation Network RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 11 0 N/A <1 <1 <1
Finch Hatton Reticulation Network RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 11 0 N/A 9.13 13.08 10.78
Finch Hatton Reticulation Network RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 11 0 N/A <0.5 <0.5 <0.5
Finch Hatton Reticulation Network RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 11 0 N/A 15.94 18.88 17.21
Finch Hatton Reticulation Network RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 11 0 N/A <0.1 0.76 <0.1
Finch Hatton Reticulation Network RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 11 0 N/A <0.1 0.31 0.12
Finch Hatton Reticulation Network RTN Total Metals Cobalt (Total) µg/L 0.2 - - 11 N/A N/A <0.2 1.89 0.23
Finch Hatton Reticulation Network RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 11 0 0 18.90 48.62 30.78
Finch Hatton Reticulation Network RTN Total Metals Iron (Total) µg/L 1 - ≤300 11 N/A 0 2.99 37.13 8.52
Finch Hatton Reticulation Network RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 11 0 N/A 0.88 8.88 1.99
Finch Hatton Reticulation Network RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 11 0 0 <1 5 2
Finch Hatton Reticulation Network RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Finch Hatton Reticulation Network RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 11 0 N/A <1 1 <1
Finch Hatton Reticulation Network RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 11 0 N/A <0.5 6.80 1.17
Finch Hatton Reticulation Network RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 11 0 N/A <5 <5 <5
Finch Hatton Reticulation Network RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 11 0 N/A <0.1 0.36 <0.1
Finch Hatton Reticulation Network RTN Total Metals Strontium (Total) µg/L 1 - - 11 N/A N/A 105.39 127.83 116.70
Finch Hatton Reticulation Network RTN Total Metals Thallium (Total) µg/L 0.5 - - 11 N/A N/A <0.5 <0.5 <0.5
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Finch Hatton Reticulation Network RTN Total Metals Tin (Total) µg/L 1 - - 11 N/A N/A <1 31 11
Finch Hatton Reticulation Network RTN Total Metals Titanium (Total) µg/L 0.5 - - 11 N/A N/A <0.5 7.66 1.87
Finch Hatton Reticulation Network RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 11 0 N/A <0.5 1.19 <0.5
Finch Hatton Reticulation Network RTN Total Metals Vanadium (Total) µg/L 0.1 - - 11 N/A N/A 6.27 7.30 6.85
Finch Hatton Reticulation Network RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 11 N/A 0 15.56 74.25 29.54
Finch Hatton Reticulation Network RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 4 0 N/A 1.40 1.90 1.55
Finch Hatton Reticulation Network RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 4 0 N/A <1 1 <1
Finch Hatton Reticulation Network RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 4 0 N/A <1 <1 <1
Finch Hatton Reticulation Network RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 4 0 N/A 1.90 2.40 2.10
Finch Hatton Reticulation Network RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 4 0 N/A 4.70 6.10 5.25
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Gargett Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 13 N/A N/A 0.36 1.58 1.16
Gargett Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 13 0 12 0.40 1.62 1.20
Gargett Treated Water TW Inorganic Bromide mg/L 0.4 - - 13 N/A N/A <0.4 <0.4 <0.4
Gargett Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 13 N/A N/A 8.21 13.24 11.13
Gargett Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 13 N/A 0 7.98 16.86 12.90
Gargett Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 13 0 N/A <0.1 <0.1 <0.1
Gargett Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 13 N/A 0 31.29 47.74 40.87
Gargett Treated Water TW Inorganic Larson Index LI 0 - - 13 N/A N/A 0.23 0.56 0.43
Gargett Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 13 N/A N/A <0.5 1.52 <0.5
Gargett Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 13 0 N/A <0.3 1.63 0.73
Gargett Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 13 0 N/A <0.4 <0.4 <0.4
Gargett Treated Water TW Inorganic Phosphate mg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 13 N/A N/A 0.61 0.83 0.72
Gargett Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 13 N/A 0 10.20 14.62 12.38
Gargett Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 13 N/A 0 0.37 2.67 1.95
Gargett Treated Water TW Microbial E. coli MPN/100mL 1 0 - 13 0 N/A <1 <1 <1
Gargett Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 13 N/A N/A <1 97 9
Gargett Treated Water TW Microbial Total Coliforms cfu/100mL 1 - - 13 N/A N/A <1 <1 <1
Gargett Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 13 N/A N/A <1 <1 <1
Gargett Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 13 0 N/A <20 <20 <20
Gargett Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 13 N/A N/A 28.12 398.47 125.89
Gargett Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 13 0 N/A <20 <20 <20
Gargett Treated Water TW Physical Alkalinity mg/L 1 - - 13 N/A N/A 38.48 60.34 49.82
Gargett Treated Water TW Physical Bicarbonate mg/L 0.1 - - 13 N/A N/A 45.00 71.00 58.77
Gargett Treated Water TW Physical Carbonate mg/L 0.1 - - 13 N/A N/A <0.1 <0.1 <0.1
Gargett Treated Water TW Physical Colour - True TCU 1 - ≤15 13 N/A 0 <1 1 <1
Gargett Treated Water TW Physical Conductivity µS/cm 10 - - 13 N/A N/A 117.60 183.00 143.28
Gargett Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 13 N/A 13 47.50 80.10 63.69
Gargett Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 13 N/A N/A 6.60 50.50 17.28
Gargett Treated Water TW Physical Hydroxide mg/L 0.1 - - 13 N/A N/A <0.1 <0.1 <0.1
Gargett Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 13 N/A 1 6.33 7.15 6.84
Gargett Treated Water TW Physical Turbidity NTU 0.1 - ≤5 13 N/A 0 <0.1 0.91 0.31
Gargett Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 1 0 0 <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 1 0 0 <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 1 0 0 <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 1 0 N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - GA
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Gargett Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endrin µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Phenol µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 1 N/A N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 1 0 N/A <0.0001 <0.0001 <0.0001
Gargett Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 13 N/A N/A <0.3 0.80 <0.3
Gargett Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 13 N/A 0 <5 15 5
Gargett Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 13 0 N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 13 0 N/A <1 <1 <1
Gargett Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 13 0 N/A 6.51 13.66 9.55
Gargett Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 13 0 N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 13 0 N/A 8.40 12.21 10.31
Gargett Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 13 0 N/A <0.1 <0.1 <0.1
Gargett Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 13 0 N/A <0.1 0.14 <0.1
Gargett Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 13 N/A N/A <0.2 <0.2 <0.2
Gargett Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 13 0 0 17.30 134.36 42.89
Gargett Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 13 N/A 0 4.37 73.48 18.60
Gargett Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 13 0 N/A <0.5 4.70 0.66
Gargett Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 13 0 0 <1 2 <1
Gargett Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 5 0 N/A <0.05 0.17 <0.05
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Gargett Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 13 0 N/A <1 <1 <1
Gargett Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 13 0 N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 13 0 N/A <5 <5 <5
Gargett Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 13 0 N/A <0.1 0.44 <0.1
Gargett Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 13 N/A N/A 72.01 138.85 97.59
Gargett Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Total Metals Tin (Total) µg/L 1 - - 13 N/A N/A 1.88 10.23 5.51
Gargett Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 13 N/A N/A <0.5 3.94 0.92
Gargett Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 13 0 N/A <0.5 <0.5 <0.5
Gargett Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 13 N/A N/A 0.80 1.37 1.14
Gargett Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 13 N/A 0 <1 21 5
Gargett Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 5 0 N/A <1 3 1
Gargett Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 5 0 N/A <1 <1 <1
Gargett Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 5 0 N/A <1 3 <1
Gargett Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 5 0 N/A <1 3 1
Gargett Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 5 0 N/A <1 10 3
Gargett Reticulation Network RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 11 N/A N/A 0.98 1.70 1.18
Gargett Reticulation Network RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 11 0 11 1.04 1.80 1.25
Gargett Reticulation Network RTN Inorganic Bromide mg/L 0.4 - - 11 N/A N/A <0.4 <0.4 <0.4
Gargett Reticulation Network RTN Inorganic Calcium (Total) mg/L 0.5 - - 11 N/A N/A 9.23 16.80 11.88
Gargett Reticulation Network RTN Inorganic Chloride mg/L 0.005 - ≤250 11 N/A 0 11.71 15.08 13.44
Gargett Reticulation Network RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 11 0 N/A <0.1 <0.1 <0.1
Gargett Reticulation Network RTN Inorganic Hardness mg/L 0.25 - ≤200 10 N/A 0 33.32 49.82 41.12
Gargett Reticulation Network RTN Inorganic Larson Index LI 0 - - 9 N/A N/A 0.41 0.52 0.47
Gargett Reticulation Network RTN Inorganic Magnesium (Total) mg/L 0.5 - - 10 N/A N/A <0.5 <0.5 <0.5
Gargett Reticulation Network RTN Inorganic Nitrate mg/L 0.3 ≤50 - 11 0 N/A 0.32 8.50 1.34
Gargett Reticulation Network RTN Inorganic Nitrite mg/L 0.4 ≤3 - 11 0 N/A <0.4 <0.4 <0.4
Gargett Reticulation Network RTN Inorganic Phosphate mg/L 0.5 - - 11 N/A N/A <0.5 <0.5 <0.5
Gargett Reticulation Network RTN Inorganic Potassium (Total) mg/L 0.5 - - 10 N/A N/A 0.58 1.43 0.77
Gargett Reticulation Network RTN Inorganic Sodium (Total) mg/L 1 - ≤180 10 N/A 0 10.40 13.66 11.68
Gargett Reticulation Network RTN Inorganic Sulphate mg/L 0.3 - ≤250 11 N/A 0 1.62 2.75 2.06
Gargett Reticulation Network RTN Microbial E. coli MPN/100mL 1 0 - 11 0 N/A <1 <1 <1
Gargett Reticulation Network RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 10 N/A N/A <1 3 1
Gargett Reticulation Network RTN Microbial Total Coliforms MPN/100mL 1 - - 11 N/A N/A <1 <1 <1
Gargett Reticulation Network RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 11 0 N/A <20 <20 <20
Gargett Reticulation Network RTN Oxyhalides Chlorate µg/L 20 / 50 - - 11 N/A N/A <20 223 115
Gargett Reticulation Network RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 11 0 N/A <20 <20 <20
Gargett Reticulation Network RTN Physical Alkalinity mg/L 1 - - 11 N/A N/A 40.80 52.50 46.29
Gargett Reticulation Network RTN Physical Bicarbonate mg/L 0.1 - - 11 N/A N/A 48.00 62.00 54.55
Gargett Reticulation Network RTN Physical Carbonate mg/L 0.1 - - 11 N/A N/A <0.1 0.10 <0.1
Gargett Reticulation Network RTN Physical Colour - True TCU 1 - ≤15 11 N/A 0 <1 3 <1
Gargett Reticulation Network RTN Physical Conductivity µS/cm 10 - - 11 N/A N/A 127.90 154.10 140.64
Gargett Reticulation Network RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 11 N/A 7 56.40 94.50 77.00
Gargett Reticulation Network RTN Physical Free Carbon Dioxide mg/L 1 - - 11 N/A N/A 2.60 20.60 12.73
Gargett Reticulation Network RTN Physical Hydroxide mg/L 0.1 - - 11 N/A N/A <0.1 <0.1 <0.1
Gargett Reticulation Network RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 11 N/A 0 6.64 7.49 6.92
Gargett Reticulation Network RTN Physical Temperature °C 0.1 - - 11 N/A N/A 22.20 31.80 26.90
Gargett Reticulation Network RTN Physical Turbidity NTU 0.1 - ≤5 11 N/A 0 <0.1 0.41 0.21
Gargett Reticulation Network RTN TOC Total Organic Carbon mg/L 0.3 - - 11 N/A N/A <0.3 1.05 0.36
Gargett Reticulation Network RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 10 N/A 0 <5 15 9
Gargett Reticulation Network RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 10 0 N/A <0.5 1.93 <0.5
Gargett Reticulation Network RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 10 0 N/A <1 <1 <1
Gargett Reticulation Network RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 10 0 N/A 7.60 12.57 10.00
Gargett Reticulation Network RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 10 0 N/A <0.5 <0.5 <0.5
Gargett Reticulation Network RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 10 0 N/A 8.54 11.40 10.28
Gargett Reticulation Network RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 10 0 N/A <0.1 <0.1 <0.1
Gargett Reticulation Network RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 10 0 N/A <0.1 0.25 <0.1
Gargett Reticulation Network RTN Total Metals Cobalt (Total) µg/L 0.2 - - 10 N/A N/A <0.2 <0.2 <0.2
Gargett Reticulation Network RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 10 0 0 7.85 126.96 72.54
Gargett Reticulation Network RTN Total Metals Iron (Total) µg/L 1 - ≤300 10 N/A 0 4.20 17.94 10.84
Gargett Reticulation Network RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 10 0 N/A 0.52 6.77 2.82
Gargett Reticulation Network RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 10 0 0 <1 <1 <1
Gargett Reticulation Network RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 3 0 N/A <0.05 0.17 0.07
Gargett Reticulation Network RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 10 0 N/A <1 4 <1
Gargett Reticulation Network RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 10 0 N/A <0.5 0.61 <0.5
Gargett Reticulation Network RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 10 0 N/A <5 <5 <5
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Gargett Reticulation Network RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 10 0 N/A <0.1 0.29 <0.1
Gargett Reticulation Network RTN Total Metals Strontium (Total) µg/L 1 - - 10 N/A N/A 79.16 125.05 96.07
Gargett Reticulation Network RTN Total Metals Thallium (Total) µg/L 0.5 - - 10 N/A N/A <0.5 <0.5 <0.5
Gargett Reticulation Network RTN Total Metals Tin (Total) µg/L 1 - - 10 N/A N/A <1 32 11
Gargett Reticulation Network RTN Total Metals Titanium (Total) µg/L 0.5 - - 10 N/A N/A <0.5 5.79 1.76
Gargett Reticulation Network RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 10 0 N/A <0.5 3.19 0.55
Gargett Reticulation Network RTN Total Metals Vanadium (Total) µg/L 0.1 - - 10 N/A N/A 1.04 1.40 1.16
Gargett Reticulation Network RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 10 N/A 0 6.49 49.81 19.22
Gargett Reticulation Network RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 3 0 N/A 1.40 4.90 3.03
Gargett Reticulation Network RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 3 0 N/A <1 <1 <1
Gargett Reticulation Network RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 3 0 N/A <1 5 2
Gargett Reticulation Network RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 3 0 N/A 1.60 3.90 2.80
Gargett Reticulation Network RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 3 0 N/A 4.50 14.30 9.23
Gargett Reservoir RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 12 N/A N/A 0.94 2.40 1.33
Gargett Reservoir RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 12 0 12 1.03 2.54 1.44
Gargett Reservoir RSV Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Gargett Reservoir RSV Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 9.54 13.97 11.52
Gargett Reservoir RSV Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 12.58 14.72 13.73
Gargett Reservoir RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Gargett Reservoir RSV Inorganic Hardness mg/L 0.25 - ≤200 4 N/A 0 34.77 50.37 41.62
Gargett Reservoir RSV Inorganic Larson Index LI 0 - - 4 N/A N/A 0.40 0.55 0.47
Gargett Reservoir RSV Inorganic Magnesium (Total) mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Gargett Reservoir RSV Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A 0.50 1.14 0.68
Gargett Reservoir RSV Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Gargett Reservoir RSV Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Gargett Reservoir RSV Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A 0.60 1.60 0.89
Gargett Reservoir RSV Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 0 11.09 12.79 11.54
Gargett Reservoir RSV Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 1.69 2.76 2.12
Gargett Reservoir RSV Microbial E. coli MPN/100mL 1 0 - 12 0 N/A <1 <1 <1
Gargett Reservoir RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 11 N/A N/A <1 3 <1
Gargett Reservoir RSV Microbial Total Coliforms MPN/100mL 1 - - 12 N/A N/A <1 <1 <1
Gargett Reservoir RSV Physical Alkalinity mg/L 1 - - 4 N/A N/A 40.84 55.90 48.41
Gargett Reservoir RSV Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 48.00 66.00 57.25
Gargett Reservoir RSV Physical Carbonate mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Gargett Reservoir RSV Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 <1 <1
Gargett Reservoir RSV Physical Conductivity µS/cm 10 - - 4 N/A N/A 134.30 172.50 151.50
Gargett Reservoir RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 4 N/A 3 53.20 86.30 75.63
Gargett Reservoir RSV Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 9.80 17.50 12.75
Gargett Reservoir RSV Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Gargett Reservoir RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 4 N/A 0 6.77 6.97 6.89
Gargett Reservoir RSV Physical Temperature °C 0.1 - - 4 N/A N/A 23.20 29.10 26.25
Gargett Reservoir RSV Physical Turbidity NTU 0.1 - ≤5 4 N/A 0 <0.1 0.42 0.21
Gargett Reservoir RSV TOC Total Organic Carbon mg/L 0.3 - - 4 N/A N/A <0.3 0.36 <0.3
Gargett Reservoir RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 4 N/A 0 <5 14 8
Gargett Reservoir RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 4 0 N/A <0.5 <0.5 <0.5
Gargett Reservoir RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 4 0 N/A <1 <1 <1
Gargett Reservoir RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 4 0 N/A 9.00 13.25 10.60
Gargett Reservoir RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 4 0 N/A <0.5 <0.5 <0.5
Gargett Reservoir RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 4 0 N/A 8.69 11.07 10.12
Gargett Reservoir RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 4 0 N/A <0.1 <0.1 <0.1
Gargett Reservoir RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 4 0 N/A <0.1 0.29 <0.1
Gargett Reservoir RSV Total Metals Cobalt (Total) µg/L 0.2 - - 4 N/A N/A <0.2 <0.2 <0.2
Gargett Reservoir RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 4 0 0 7.92 15.96 11.86
Gargett Reservoir RSV Total Metals Iron (Total) µg/L 1 - ≤300 4 N/A 0 8.44 15.76 11.77
Gargett Reservoir RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 4 0 N/A 0.58 2.08 1.11
Gargett Reservoir RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 4 0 0 <1 <1 <1
Gargett Reservoir RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Gargett Reservoir RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 4 0 N/A <1 <1 <1
Gargett Reservoir RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 4 0 N/A <0.5 0.66 <0.5
Gargett Reservoir RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 4 0 N/A <5 <5 <5
Gargett Reservoir RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 4 0 N/A <0.1 <0.1 <0.1
Gargett Reservoir RSV Total Metals Strontium (Total) µg/L 1 - - 4 N/A N/A 83.68 126.85 100.39
Gargett Reservoir RSV Total Metals Thallium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Gargett Reservoir RSV Total Metals Tin (Total) µg/L 1 - - 4 N/A N/A <1 19 8
Gargett Reservoir RSV Total Metals Titanium (Total) µg/L 0.5 - - 4 N/A N/A <0.5 3.44 1.07
Gargett Reservoir RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 4 0 N/A <0.5 0.65 <0.5



Sample point

Location in 
system

Analytical suite Analyte

Unit of measure Limit of reporting

ADWG
health guideline 

value

ADWG
aesthetic 

guideline value Number of samples 
taken

Number of samples 
exceeding ADWG 
health guideline

value

Number of samples 
exceeding ADWG 

aesthetic
guideline value

Minimum Maximum Mean

Water Supply Scheme - GA

Gargett Reservoir RSV Total Metals Vanadium (Total) µg/L 0.1 - - 4 N/A N/A 0.97 1.24 1.09
Gargett Reservoir RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 4 N/A 0 16.79 36.72 25.90
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Koumala Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 24 N/A N/A 0.70 2.70 1.29
Koumala Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 24 0 24 0.71 2.80 1.36
Koumala Treated Water TW Inorganic Bromide mg/L 0.4 - - 24 N/A N/A <0.4 <0.4 <0.4
Koumala Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 24 N/A N/A 78.24 96.49 85.39
Koumala Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 24 N/A 0 92.66 123.18 111.91
Koumala Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 24 0 N/A <0.1 0.18 0.10
Koumala Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 24 N/A 24 347.91 434.20 380.16
Koumala Treated Water TW Inorganic Larson Index LI 0 - - 23 N/A N/A 0.35 0.62 0.56
Koumala Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 24 N/A N/A <0.5 1.66 <0.5
Koumala Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 24 0 N/A <0.3 20.19 14.35
Koumala Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 24 0 N/A <0.4 2.52 <0.4
Koumala Treated Water TW Inorganic Phosphate mg/L 0.5 - - 24 N/A N/A <0.5 <0.5 <0.5
Koumala Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 24 N/A N/A <0.5 2.48 <0.5
Koumala Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 24 N/A 0 42.35 58.04 47.11
Koumala Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 24 N/A 0 <0.3 5.69 4.36
Koumala Treated Water TW Microbial E. coli MPN/100mL 1 0 - 24 0 N/A <1 <1 <1
Koumala Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 24 N/A N/A <1 4 1
Koumala Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 24 N/A N/A <1 <1 <1
Koumala Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 25 0 N/A <20 <20 <20
Koumala Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 25 N/A N/A <20 813 292
Koumala Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 25 0 N/A <20 <20 <20
Koumala Treated Water TW Physical Alkalinity mg/L 1 - - 24 N/A N/A 271.94 406.60 306.77
Koumala Treated Water TW Physical Bicarbonate mg/L 0.1 - - 24 N/A N/A 320.00 478.00 360.21
Koumala Treated Water TW Physical Carbonate mg/L 0.1 - - 24 N/A N/A 0.20 2.60 0.91
Koumala Treated Water TW Physical Colour - True TCU 1 - ≤15 24 N/A 0 <1 2 <1
Koumala Treated Water TW Physical Conductivity µS/cm 10 - - 24 N/A N/A 879.50 1006.00 922.45
Koumala Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 24 N/A 11 56.50 98.10 80.98
Koumala Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 24 N/A N/A 3.90 42.20 15.31
Koumala Treated Water TW Physical Hydroxide mg/L 0.1 - - 24 N/A N/A <0.1 <0.1 <0.1
Koumala Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 24 N/A 0 7.11 8.19 7.66
Koumala Treated Water TW Physical Temperature °C 0.1 - - 12 N/A N/A 20.80 33.00 27.17
Koumala Treated Water TW Physical Turbidity NTU 0.1 - ≤5 24 N/A 0 <0.1 0.57 0.17
Koumala Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 0 0 0 <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 0 0 0 <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 0 0 0 <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 0 0 N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - KM
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Koumala Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endrin µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Phenol µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 0 N/A N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 0 0 N/A <0.0001 <0.0001 <0.0001
Koumala Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 23 N/A N/A <0.3 1.18 <0.3
Koumala Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 24 N/A 0 <5 <5 <5
Koumala Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 24 0 N/A <0.5 2.04 <0.5
Koumala Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 24 0 N/A <1 <1 <1
Koumala Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 24 0 N/A <1 2 <1
Koumala Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 24 0 N/A <0.5 <0.5 <0.5
Koumala Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 24 0 N/A 18.46 23.90 21.08
Koumala Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 24 0 N/A <0.1 <0.1 <0.1
Koumala Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 24 0 N/A <0.1 0.23 <0.1
Koumala Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 24 N/A N/A <0.2 <0.2 <0.2
Koumala Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 24 0 0 <1 18 5
Koumala Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 24 N/A 0 <1 24 9
Koumala Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 24 0 N/A <0.5 0.72 <0.5
Koumala Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 24 0 0 <1 2 <1
Koumala Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 13 0 N/A <0.05 0.17 <0.05
Koumala Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 24 0 N/A <1 19 1
Koumala Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 24 0 N/A <0.5 <0.5 <0.5
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Koumala Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 24 0 N/A <5 <5 <5
Koumala Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 24 0 N/A <0.1 4.56 0.28
Koumala Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 24 N/A N/A 309.94 388.27 352.34
Koumala Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 24 N/A N/A <0.5 7.68 <0.5
Koumala Treated Water TW Total Metals Tin (Total) µg/L 1 - - 23 N/A N/A <1 85 11
Koumala Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 24 N/A N/A <0.5 9.60 2.63
Koumala Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 24 0 N/A 0.52 16.63 1.61
Koumala Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 24 N/A N/A 13.41 30.82 15.62
Koumala Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 24 N/A 0 <1 16 6
Koumala Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 6 0 N/A <1 1 <1
Koumala Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 6 0 N/A <1 3 2
Koumala Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 6 0 N/A <1 <1 <1
Koumala Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 6 0 N/A 1.10 3.00 2.03
Koumala Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 6 0 N/A 2.60 7.30 5.12
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Nebo Road WTP Treated Water TW Cyanobacteria Cyanobacteria Total Cells cells/mL 1 - - 12 N/A N/A <1 78 11
Nebo Road WTP Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 109 N/A N/A 0.94 2.05 1.69
Nebo Road WTP Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 109 0 109 0.99 2.14 1.79
Nebo Road WTP Treated Water TW Inorganic Bromide mg/L 0.4 - - 110 N/A N/A <0.4 1.33 <0.4
Nebo Road WTP Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 108 N/A N/A 6.70 21.97 16.20
Nebo Road WTP Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 110 N/A 0 17.44 106.62 30.75
Nebo Road WTP Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 110 0 N/A <0.1 0.33 <0.1
Nebo Road WTP Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 109 N/A 0 31.58 96.50 69.60
Nebo Road WTP Treated Water TW Inorganic Larson Index LI 0 - - 104 N/A N/A 0.52 2.55 0.78
Nebo Road WTP Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 452 N/A N/A <0.5 23.20 0.73
Nebo Road WTP Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 110 0 N/A <0.3 4.82 1.01
Nebo Road WTP Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 110 0 N/A <0.4 1.33 <0.4
Nebo Road WTP Treated Water TW Inorganic Phosphate mg/L 0.5 - - 110 N/A N/A <0.5 1.67 <0.5
Nebo Road WTP Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 108 N/A N/A 0.81 3.57 1.58
Nebo Road WTP Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 109 N/A 0 8.91 53.20 17.07
Nebo Road WTP Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 110 N/A 0 <0.3 11.83 2.76
Nebo Road WTP Treated Water TW Microbial E. coli MPN/100mL 1 0 - 109 0 N/A <1 <1 <1
Nebo Road WTP Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 109 N/A N/A <1 9 <1
Nebo Road WTP Treated Water TW Microbial Total Coliforms cfu/100mL 1 - - 109 N/A N/A <1 <1 <1
Nebo Road WTP Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 109 N/A N/A <1 <1 <1
Nebo Road WTP Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 12 0 N/A <20 <20 <20
Nebo Road WTP Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 12 N/A N/A <20 38 <20
Nebo Road WTP Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 12 0 N/A <20 <20 <20
Nebo Road WTP Treated Water TW Physical Alkalinity mg/L 1 - - 108 N/A N/A 28.70 111.08 63.00
Nebo Road WTP Treated Water TW Physical Bicarbonate mg/L 0.1 - - 108 N/A N/A 34.00 131.00 74.41
Nebo Road WTP Treated Water TW Physical Carbonate mg/L 0.1 - - 108 N/A N/A <0.1 0.30 0.13
Nebo Road WTP Treated Water TW Physical Colour - True TCU 1 - ≤15 110 N/A 0 <1 14 <1
Nebo Road WTP Treated Water TW Physical Conductivity µS/cm 10 - - 109 N/A N/A 90.30 341.30 229.21
Nebo Road WTP Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 108 N/A 25 44.10 102.30 89.07
Nebo Road WTP Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 108 N/A N/A 1.50 16.60 4.53
Nebo Road WTP Treated Water TW Physical Hydroxide mg/L 0.1 - - 108 N/A N/A <0.1 <0.1 <0.1
Nebo Road WTP Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 110 N/A 0 7.00 8.03 7.48
Nebo Road WTP Treated Water TW Physical Temperature °C 0.1 - - 53 N/A N/A 17.70 33.10 26.29
Nebo Road WTP Treated Water TW Physical Turbidity NTU 0.1 - ≤5 161 N/A 0 <0.1 2.10 0.17
Nebo Road WTP Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 17 0 0 <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 14 0 0 <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 14 0 0 <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 17 0 N/A <0.0001 0.77 0.08
Nebo Road WTP Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - MS
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Nebo Road WTP Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 14 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endrin µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 14 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Phenol µg/L 0.0001 - - 14 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 17 N/A N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 17 0 N/A <0.0001 <0.0001 <0.0001
Nebo Road WTP Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 109 N/A N/A 0.47 2.51 1.31
Nebo Road WTP Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 107 N/A 0 <5 131 19
Nebo Road WTP Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 107 0 N/A <0.5 1.04 <0.5
Nebo Road WTP Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 107 0 N/A <1 <1 <1
Nebo Road WTP Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 107 0 N/A 2.79 69.18 22.35
Nebo Road WTP Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 107 0 N/A <0.5 <0.5 <0.5
Nebo Road WTP Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 107 0 N/A 9.20 57.13 16.71
Nebo Road WTP Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 107 0 N/A <0.1 0.73 <0.1
Nebo Road WTP Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 107 0 N/A <0.1 1.60 <0.1
Nebo Road WTP Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 107 N/A N/A <0.2 0.24 <0.2
Nebo Road WTP Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 107 0 0 <1 61 18
Nebo Road WTP Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 452 N/A 0 <1 81 6
Nebo Road WTP Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 107 0 N/A <0.5 1.51 <0.5
Nebo Road WTP Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 452 0 0 <1 23 <1
Nebo Road WTP Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 9 0 N/A <0.05 0.17 <0.05
Nebo Road WTP Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 107 0 N/A <1 8 <1
Nebo Road WTP Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 107 0 N/A <0.5 0.99 <0.5
Nebo Road WTP Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 107 0 N/A <5 <5 <5
Nebo Road WTP Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 107 0 N/A <0.1 12.86 0.24
Nebo Road WTP Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 107 N/A N/A 44.06 270.53 135.44
Nebo Road WTP Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 107 N/A N/A <0.5 <0.5 <0.5
Nebo Road WTP Treated Water TW Total Metals Tin (Total) µg/L 1 - - 105 N/A N/A <1 76 10
Nebo Road WTP Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 107 N/A N/A <0.5 121.28 2.52
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Nebo Road WTP Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 107 0 N/A <0.5 3.94 <0.5
Nebo Road WTP Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 107 N/A N/A 0.11 1.73 0.74
Nebo Road WTP Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 107 N/A 0 <1 15 5
Nebo Road WTP Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 13 0 N/A 5.40 15.80 9.28
Nebo Road WTP Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 13 0 N/A <1 2 <1
Nebo Road WTP Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 13 0 N/A 4.00 24.60 12.09
Nebo Road WTP Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 13 0 N/A 1.60 11.00 5.83
Nebo Road WTP Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 13 0 N/A 15.70 48.20 28.03
Mackay Reticulation Sample Points RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 399 N/A N/A 0.08 3.60 1.15
Mackay Reticulation Sample Points RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 399 0 373 0.10 3.65 1.25
Mackay Reticulation Sample Points RTN Inorganic Bromide mg/L 0.4 - - 396 N/A N/A <0.4 <0.4 <0.4
Mackay Reticulation Sample Points RTN Inorganic Calcium (Total) mg/L 0.5 - - 388 N/A N/A 9.31 32.94 18.54
Mackay Reticulation Sample Points RTN Inorganic Chloride mg/L 0.005 - ≤250 396 N/A 0 17.96 43.08 30.48
Mackay Reticulation Sample Points RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 396 0 N/A <0.1 0.51 <0.1
Mackay Reticulation Sample Points RTN Inorganic Hardness mg/L 0.25 - ≤200 388 N/A 0 36.47 105.62 72.72
Mackay Reticulation Sample Points RTN Inorganic Larson Index LI 0 - - 380 N/A N/A 0.46 1.19 0.76
Mackay Reticulation Sample Points RTN Inorganic Magnesium (Total) mg/L 0.5 - - 391 N/A N/A <0.5 130.37 2.60
Mackay Reticulation Sample Points RTN Inorganic Nitrate mg/L 0.3 ≤50 - 396 0 N/A <0.3 3.97 0.91
Mackay Reticulation Sample Points RTN Inorganic Nitrite mg/L 0.4 ≤3 - 396 0 N/A <0.4 1.36 <0.4
Mackay Reticulation Sample Points RTN Inorganic Phosphate mg/L 0.5 - - 396 N/A N/A <0.5 <0.5 <0.5
Mackay Reticulation Sample Points RTN Inorganic Potassium (Total) mg/L 0.5 - - 388 N/A N/A 0.85 7.09 1.54
Mackay Reticulation Sample Points RTN Inorganic Sodium (Total) mg/L 1 - ≤180 388 N/A 0 9.00 28.95 16.24
Mackay Reticulation Sample Points RTN Inorganic Sulphate mg/L 0.3 - ≤250 396 N/A 0 <0.3 9.21 2.57
Mackay Reticulation Sample Points RTN Microbial E. coli MPN/100mL 1 0 - 396 0 N/A <1 <1 <1
Mackay Reticulation Sample Points RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 390 N/A N/A <1 4700 32
Mackay Reticulation Sample Points RTN Microbial Total Coliforms cfu/100mL 1 - - 396 N/A N/A <1 2 <1
Mackay Reticulation Sample Points RTN Microbial Total Coliforms MPN/100mL 1 - - 396 N/A N/A <1 2 <1
Mackay Reticulation Sample Points RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 30 0 N/A <20 <20 <20
Mackay Reticulation Sample Points RTN Oxyhalides Chlorate µg/L 20 / 50 - - 30 N/A N/A <20 <20 <20
Mackay Reticulation Sample Points RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 30 0 N/A <20 <20 <20
Mackay Reticulation Sample Points RTN Physical Alkalinity mg/L 1 - - 395 N/A N/A 29.54 98.98 63.91
Mackay Reticulation Sample Points RTN Physical Bicarbonate mg/L 0.1 - - 395 N/A N/A 35.00 116.00 74.90
Mackay Reticulation Sample Points RTN Physical Carbonate mg/L 0.1 - - 395 N/A N/A <0.1 2.40 0.24
Mackay Reticulation Sample Points RTN Physical Colour - True TCU 1 - ≤15 396 N/A 0 <1 5 <1
Mackay Reticulation Sample Points RTN Physical Conductivity µS/cm 10 - - 403 N/A N/A 85.80 432.00 233.35
Mackay Reticulation Sample Points RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 396 N/A 157 62.70 99.30 84.46
Mackay Reticulation Sample Points RTN Physical Free Carbon Dioxide mg/L 1 - - 395 N/A N/A <1 50 4
Mackay Reticulation Sample Points RTN Physical Hydroxide mg/L 0.1 - - 395 N/A N/A <0.1 0.10 <0.1
Mackay Reticulation Sample Points RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 403 N/A 6 6.59 8.91 7.63
Mackay Reticulation Sample Points RTN Physical Temperature °C 0.1 - - 396 N/A N/A 14.60 33.40 27.28
Mackay Reticulation Sample Points RTN Physical Turbidity NTU 0.1 - ≤5 399 N/A 2 <0.1 7.87 0.31
Mackay Reticulation Sample Points RTN TOC Total Organic Carbon mg/L 0.3 - - 396 N/A N/A <0.3 8.88 1.37
Mackay Reticulation Sample Points RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 391 N/A 4 <5 1425 26
Mackay Reticulation Sample Points RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 391 0 N/A <0.5 1.95 <0.5
Mackay Reticulation Sample Points RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 391 0 N/A <1 <1 <1
Mackay Reticulation Sample Points RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 391 0 N/A 11.49 29.90 21.97
Mackay Reticulation Sample Points RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 391 0 N/A <0.5 <0.5 <0.5
Mackay Reticulation Sample Points RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 391 0 N/A 9.10 79.44 16.23
Mackay Reticulation Sample Points RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 391 0 N/A <0.1 1.14 <0.1
Mackay Reticulation Sample Points RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 391 0 N/A <0.1 4.87 0.14
Mackay Reticulation Sample Points RTN Total Metals Cobalt (Total) µg/L 0.2 - - 391 N/A N/A <0.2 0.78 <0.2
Mackay Reticulation Sample Points RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 391 0 0 <1 445 32
Mackay Reticulation Sample Points RTN Total Metals Iron (Total) µg/L 1 - ≤300 391 N/A 6 <1 1581 30
Mackay Reticulation Sample Points RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 391 1 N/A <0.5 19.93 1.24
Mackay Reticulation Sample Points RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 391 0 0 <1 130 3
Mackay Reticulation Sample Points RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 31 0 N/A <0.05 0.17 0.06
Mackay Reticulation Sample Points RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 391 0 N/A <1 9 <1
Mackay Reticulation Sample Points RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 391 0 N/A <0.5 8.1 0.5
Mackay Reticulation Sample Points RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 391 0 N/A <5 <5 <5
Mackay Reticulation Sample Points RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 391 0 N/A <0.1 10.7 0.2
Mackay Reticulation Sample Points RTN Total Metals Strontium (Total) µg/L 1 - - 391 N/A N/A 62.35 481.54 151.18
Mackay Reticulation Sample Points RTN Total Metals Thallium (Total) µg/L 0.5 - - 391 N/A N/A <0.5 <0.5 <0.5
Mackay Reticulation Sample Points RTN Total Metals Tin (Total) µg/L 1 - - 391 N/A N/A <1 104 10
Mackay Reticulation Sample Points RTN Total Metals Titanium (Total) µg/L 0.5 - - 391 N/A N/A <0.5 15.9 1.5
Mackay Reticulation Sample Points RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 391 0 N/A <0.5 6.7 <0.5
Mackay Reticulation Sample Points RTN Total Metals Vanadium (Total) µg/L 0.1 - - 391 N/A N/A 0.25 1.45 0.82
Mackay Reticulation Sample Points RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 391 N/A 0 <1 560 23
Mackay Reticulation Sample Points RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 31 0 N/A 8.40 23.70 16.94
Mackay Reticulation Sample Points RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 31 0 N/A <1 2 1
Mackay Reticulation Sample Points RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 31 0 N/A 6.10 58.90 26.92
Mackay Reticulation Sample Points RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 31 0 N/A 5.50 17.40 10.62
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Mackay Reticulation Sample Points RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 31 0 N/A 24.10 94.60 55.72
Sarina Reticulation Sample Points RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 108 N/A N/A 0.44 2.10 1.30
Sarina Reticulation Sample Points RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 108 0 106 0.47 2.20 1.39
Sarina Reticulation Sample Points RTN Inorganic Bromide mg/L 0.4 - - 107 N/A N/A <0.4 <0.4 <0.4
Sarina Reticulation Sample Points RTN Inorganic Calcium (Total) mg/L 0.5 - - 108 N/A N/A 13.46 56.16 21.19
Sarina Reticulation Sample Points RTN Inorganic Chloride mg/L 0.005 - ≤250 107 N/A 0 19.66 64.26 32.06
Sarina Reticulation Sample Points RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 107 0 N/A <0.1 0.2 <0.1
Sarina Reticulation Sample Points RTN Inorganic Hardness mg/L 0.25 - ≤200 108 N/A 1 47.44 208.80 78.53
Sarina Reticulation Sample Points RTN Inorganic Larson Index LI 0 - - 105 N/A N/A 0.44 1.01 0.74
Sarina Reticulation Sample Points RTN Inorganic Magnesium (Total) mg/L 0.5 - - 106 N/A N/A <0.5 28.6 1.3
Sarina Reticulation Sample Points RTN Inorganic Nitrate mg/L 0.3 ≤50 - 107 0 N/A <0.3 7.8 1.0
Sarina Reticulation Sample Points RTN Inorganic Nitrite mg/L 0.4 ≤3 - 107 0 N/A <0.4 0.9 <0.4
Sarina Reticulation Sample Points RTN Inorganic Phosphate mg/L 0.5 - - 107 N/A N/A <0.5 0.7 <0.5
Sarina Reticulation Sample Points RTN Inorganic Potassium (Total) mg/L 0.5 - - 108 N/A N/A 0.84 5.44 1.66
Sarina Reticulation Sample Points RTN Inorganic Sodium (Total) mg/L 1 - ≤180 108 N/A 0 10.93 57.53 16.74
Sarina Reticulation Sample Points RTN Inorganic Sulphate mg/L 0.3 - ≤250 107 N/A 0 1.61 6.63 2.84
Sarina Reticulation Sample Points RTN Microbial E. coli MPN/100mL 1 0 - 108 0 N/A <1 <1 <1
Sarina Reticulation Sample Points RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 106 N/A N/A <1 32 2
Sarina Reticulation Sample Points RTN Microbial Total Coliforms MPN/100mL 1 - - 108 N/A N/A <1 <1 <1
Sarina Reticulation Sample Points RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 30 0 N/A <20 <20 <20
Sarina Reticulation Sample Points RTN Oxyhalides Chlorate µg/L 20 / 50 - - 30 N/A N/A <20 455 36
Sarina Reticulation Sample Points RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 30 0 N/A <20 <20 <20
Sarina Reticulation Sample Points RTN Physical Alkalinity mg/L 1 - - 108 N/A N/A 45.40 229.88 69.26
Sarina Reticulation Sample Points RTN Physical Bicarbonate mg/L 0.1 - - 108 N/A N/A 53.00 270.00 81.15
Sarina Reticulation Sample Points RTN Physical Carbonate mg/L 0.1 - - 108 N/A N/A <0.1 0.8 0.3
Sarina Reticulation Sample Points RTN Physical Colour - True TCU 1 - ≤15 108 N/A 0 <1 5 <1
Sarina Reticulation Sample Points RTN Physical Conductivity µS/cm 10 - - 108 N/A N/A 139.40 644.00 251.32
Sarina Reticulation Sample Points RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 108 N/A 47 58.40 99.30 83.67
Sarina Reticulation Sample Points RTN Physical Free Carbon Dioxide mg/L 1 - - 108 N/A N/A <1 17 3
Sarina Reticulation Sample Points RTN Physical Hydroxide mg/L 0.1 - - 108 N/A N/A <0.1 <0.1 <0.1
Sarina Reticulation Sample Points RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 108 N/A 0 6.87 8.15 7.78
Sarina Reticulation Sample Points RTN Physical Temperature °C 0.1 - - 108 N/A N/A 13.20 33.60 26.56
Sarina Reticulation Sample Points RTN Physical Turbidity NTU 0.1 - ≤5 108 N/A 0 <0.1 1.8 0.2
Sarina Reticulation Sample Points RTN TOC Total Organic Carbon mg/L 0.3 - - 108 N/A N/A 0.40 3.20 1.24
Sarina Reticulation Sample Points RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 106 N/A 0 <5 193 28
Sarina Reticulation Sample Points RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 106 0 N/A <0.5 2.5 <0.5
Sarina Reticulation Sample Points RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 106 0 N/A <1 1 <1
Sarina Reticulation Sample Points RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 106 0 N/A 12.38 50.55 22.66
Sarina Reticulation Sample Points RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 106 0 N/A <0.5 <0.5 <0.5
Sarina Reticulation Sample Points RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 106 0 N/A 10.11 36.93 16.65
Sarina Reticulation Sample Points RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 106 0 N/A <0.1 0.5 <0.1
Sarina Reticulation Sample Points RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 106 0 N/A <0.1 0.8 0.3
Sarina Reticulation Sample Points RTN Total Metals Cobalt (Total) µg/L 0.2 - - 106 N/A N/A <0.2 <0.2 <0.2
Sarina Reticulation Sample Points RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 106 0 0 <1 33 7
Sarina Reticulation Sample Points RTN Total Metals Iron (Total) µg/L 1 - ≤300 106 N/A 0 <1 79 10
Sarina Reticulation Sample Points RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 106 0 N/A <0.5 3.3 <0.5
Sarina Reticulation Sample Points RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 106 0 0 <1 29 1
Sarina Reticulation Sample Points RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 12 0 N/A <0.05 0.17 0.05
Sarina Reticulation Sample Points RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 106 0 N/A <1 33 1
Sarina Reticulation Sample Points RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 106 0 N/A <0.5 1.3 <0.5
Sarina Reticulation Sample Points RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 106 0 N/A <5 <5 <5
Sarina Reticulation Sample Points RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 106 0 N/A <0.1 3.4 0.3
Sarina Reticulation Sample Points RTN Total Metals Strontium (Total) µg/L 1 - - 106 N/A N/A 85.79 430.80 146.83
Sarina Reticulation Sample Points RTN Total Metals Thallium (Total) µg/L 0.5 - - 106 N/A N/A <0.5 0.5 <0.5
Sarina Reticulation Sample Points RTN Total Metals Tin (Total) µg/L 1 - - 106 N/A N/A <1 87 14
Sarina Reticulation Sample Points RTN Total Metals Titanium (Total) µg/L 0.5 - - 106 N/A N/A <0.5 16.3 2.4
Sarina Reticulation Sample Points RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 106 0 N/A <0.5 7.0 0.7
Sarina Reticulation Sample Points RTN Total Metals Vanadium (Total) µg/L 0.1 - - 106 N/A N/A 0.43 33.67 1.42
Sarina Reticulation Sample Points RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 106 N/A 0 <1 58 9
Sarina Reticulation Sample Points RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 8 0 N/A 13.10 22.90 17.96
Sarina Reticulation Sample Points RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 8 0 N/A <1 2 1
Sarina Reticulation Sample Points RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 8 0 N/A 12.50 52.90 33.41
Sarina Reticulation Sample Points RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 8 0 N/A 6.00 17.10 10.61
Sarina Reticulation Sample Points RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 8 0 N/A 38.80 87.20 63.21
Mackay Reservoirs Sample Points RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 195 N/A N/A 0.02 3.65 1.24
Mackay Reservoirs Sample Points RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 195 0 184 0.06 3.67 1.34
Mackay Reservoirs Sample Points RSV Inorganic Bromide mg/L 0.4 - - 21 N/A N/A <0.4 <0.4 <0.4
Mackay Reservoirs Sample Points RSV Inorganic Calcium (Total) mg/L 0.5 - - 21 N/A N/A 16.57 21.87 19.56
Mackay Reservoirs Sample Points RSV Inorganic Chloride mg/L 0.005 - ≤250 21 N/A 0 26.49 38.14 32.09
Mackay Reservoirs Sample Points RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 21 0 N/A <0.1 <0.1 <0.1
Mackay Reservoirs Sample Points RSV Inorganic Hardness mg/L 0.25 - ≤200 16 N/A 0 66.90 90.19 79.44
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Mackay Reservoirs Sample Points RSV Inorganic Larson Index LI 0 - - 11 N/A N/A 0.65 0.89 0.75
Mackay Reservoirs Sample Points RSV Inorganic Magnesium (Total) mg/L 0.5 - - 27 N/A N/A <0.5 3.2 1.1
Mackay Reservoirs Sample Points RSV Inorganic Nitrate mg/L 0.3 ≤50 - 21 0 N/A 0.39 0.95 0.65
Mackay Reservoirs Sample Points RSV Inorganic Nitrite mg/L 0.4 ≤3 - 21 0 N/A <0.4 <0.4 <0.4
Mackay Reservoirs Sample Points RSV Inorganic Phosphate mg/L 0.5 - - 21 N/A N/A <0.5 <0.5 <0.5
Mackay Reservoirs Sample Points RSV Inorganic Potassium (Total) mg/L 0.5 - - 21 N/A N/A 0.89 2.37 1.13
Mackay Reservoirs Sample Points RSV Inorganic Sodium (Total) mg/L 1 - ≤180 21 N/A 0 13.47 20.90 16.91
Mackay Reservoirs Sample Points RSV Inorganic Sulphate mg/L 0.3 - ≤250 21 N/A 0 1.96 3.01 2.52
Mackay Reservoirs Sample Points RSV Microbial E. coli MPN/100mL 1 0 - 193 0 N/A <1 <1 <1
Mackay Reservoirs Sample Points RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 189 N/A N/A <1 470 7
Mackay Reservoirs Sample Points RSV Microbial Total Coliforms cfu/100mL 1 - - 193 N/A N/A <1 <1 <1
Mackay Reservoirs Sample Points RSV Microbial Total Coliforms MPN/100mL 1 - - 193 N/A N/A <1 <1 <1
Mackay Reservoirs Sample Points RSV Physical Alkalinity mg/L 1 - - 22 N/A N/A 51.04 80.38 69.72
Mackay Reservoirs Sample Points RSV Physical Bicarbonate mg/L 0.1 - - 22 N/A N/A 60.00 94.00 81.73
Mackay Reservoirs Sample Points RSV Physical Carbonate mg/L 0.1 - - 22 N/A N/A <0.1 0.7 0.3
Mackay Reservoirs Sample Points RSV Physical Colour - True TCU 1 - ≤15 21 N/A 0 <1 2 <1
Mackay Reservoirs Sample Points RSV Physical Conductivity µS/cm 10 - - 22 N/A N/A 215.90 466.30 260.56
Mackay Reservoirs Sample Points RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 18 N/A 12 59.90 100.30 79.70
Mackay Reservoirs Sample Points RSV Physical Free Carbon Dioxide mg/L 1 - - 22 N/A N/A <1 6 3
Mackay Reservoirs Sample Points RSV Physical Hydroxide mg/L 0.1 - - 22 N/A N/A <0.1 <0.1 <0.1
Mackay Reservoirs Sample Points RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 22 N/A 0 7.24 8.23 7.73
Mackay Reservoirs Sample Points RSV Physical Temperature °C 0.1 - - 17 N/A N/A 20.70 31.00 25.48
Mackay Reservoirs Sample Points RSV Physical Turbidity NTU 0.1 - ≤5 24 N/A 1 <0.1 5.6 0.4
Mackay Reservoirs Sample Points RSV TOC Total Organic Carbon mg/L 0.3 - - 20 N/A N/A 0.56 2.18 0.98
Mackay Reservoirs Sample Points RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 27 N/A 0 <5 32 9
Mackay Reservoirs Sample Points RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 27 0 N/A <0.5 <0.5 <0.5
Mackay Reservoirs Sample Points RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 27 0 N/A <1 <1 <1
Mackay Reservoirs Sample Points RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 27 0 N/A 17.14 28.19 23.33
Mackay Reservoirs Sample Points RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 27 0 N/A <0.5 <0.5 <0.5
Mackay Reservoirs Sample Points RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 27 0 N/A 10.79 23.22 14.72
Mackay Reservoirs Sample Points RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 27 0 N/A <0.1 0.1 <0.1
Mackay Reservoirs Sample Points RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 27 0 N/A <0.1 0.3 <0.1
Mackay Reservoirs Sample Points RSV Total Metals Cobalt (Total) µg/L 0.2 - - 27 N/A N/A <0.2 <0.2 <0.2
Mackay Reservoirs Sample Points RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 27 0 0 1.57 67.98 11.32
Mackay Reservoirs Sample Points RSV Total Metals Iron (Total) µg/L 1 - ≤300 27 N/A 0 2.67 240.35 27.57
Mackay Reservoirs Sample Points RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 27 1 N/A <0.5 18.9 2.2
Mackay Reservoirs Sample Points RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 27 0 0 <1 3 1
Mackay Reservoirs Sample Points RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 19 0 N/A <0.05 0.17 <0.05
Mackay Reservoirs Sample Points RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 27 0 N/A <1 2 <1
Mackay Reservoirs Sample Points RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 27 0 N/A <0.5 1.8 <0.5
Mackay Reservoirs Sample Points RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 27 0 N/A <5 <5 <5
Mackay Reservoirs Sample Points RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 27 0 N/A <0.1 0.2 <0.1
Mackay Reservoirs Sample Points RSV Total Metals Strontium (Total) µg/L 1 - - 27 N/A N/A 107.40 218.49 148.85
Mackay Reservoirs Sample Points RSV Total Metals Thallium (Total) µg/L 0.5 - - 27 N/A N/A <0.5 <0.5 <0.5
Mackay Reservoirs Sample Points RSV Total Metals Tin (Total) µg/L 1 - - 27 N/A N/A <1 29 10
Mackay Reservoirs Sample Points RSV Total Metals Titanium (Total) µg/L 0.5 - - 27 N/A N/A <0.5 4.8 1.2
Mackay Reservoirs Sample Points RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 27 0 N/A <0.5 2.0 <0.5
Mackay Reservoirs Sample Points RSV Total Metals Vanadium (Total) µg/L 0.1 - - 27 N/A N/A 0.23 1.18 0.80
Mackay Reservoirs Sample Points RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 27 N/A 0 <1 54 14
Sarina Reservoirs Sample Points RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 60 N/A N/A 0.76 3.00 1.52
Sarina Reservoirs Sample Points RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 60 0 60 0.82 3.00 1.63
Sarina Reservoirs Sample Points RSV Inorganic Bromide mg/L 0.4 - - 19 N/A N/A <0.4 <0.4 <0.4
Sarina Reservoirs Sample Points RSV Inorganic Calcium (Total) mg/L 0.5 - - 19 N/A N/A 17.83 22.83 20.73
Sarina Reservoirs Sample Points RSV Inorganic Chloride mg/L 0.005 - ≤250 19 N/A 0 26.94 38.38 32.79
Sarina Reservoirs Sample Points RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 19 0 N/A <0.1 <0.1 <0.1
Sarina Reservoirs Sample Points RSV Inorganic Hardness mg/L 0.25 - ≤200 19 N/A 0 64.69 90.36 78.40
Sarina Reservoirs Sample Points RSV Inorganic Larson Index LI 0 - - 19 N/A N/A 0.67 0.92 0.79
Sarina Reservoirs Sample Points RSV Inorganic Magnesium (Total) mg/L 0.5 - - 19 N/A N/A <0.5 6.9 1.3
Sarina Reservoirs Sample Points RSV Inorganic Nitrate mg/L 0.3 ≤50 - 19 0 N/A 0.54 1.41 0.83
Sarina Reservoirs Sample Points RSV Inorganic Nitrite mg/L 0.4 ≤3 - 19 0 N/A <0.4 <0.4 <0.4
Sarina Reservoirs Sample Points RSV Inorganic Phosphate mg/L 0.5 - - 19 N/A N/A <0.5 0.6 <0.5
Sarina Reservoirs Sample Points RSV Inorganic Potassium (Total) mg/L 0.5 - - 19 N/A N/A 0.92 2.43 1.53
Sarina Reservoirs Sample Points RSV Inorganic Sodium (Total) mg/L 1 - ≤180 19 N/A 0 13.98 21.37 16.97
Sarina Reservoirs Sample Points RSV Inorganic Sulphate mg/L 0.3 - ≤250 19 N/A 0 1.77 3.25 2.60
Sarina Reservoirs Sample Points RSV Microbial E. coli MPN/100mL 1 0 - 61 0 N/A <1 <1 <1
Sarina Reservoirs Sample Points RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 61 N/A N/A <1 117 7
Sarina Reservoirs Sample Points RSV Microbial Total Coliforms MPN/100mL 1 - - 61 N/A N/A <1 <1 <1
Sarina Reservoirs Sample Points RSV Physical Alkalinity mg/L 1 - - 19 N/A N/A 57.14 73.58 65.14
Sarina Reservoirs Sample Points RSV Physical Bicarbonate mg/L 0.1 - - 19 N/A N/A 67.00 86.00 76.21
Sarina Reservoirs Sample Points RSV Physical Carbonate mg/L 0.1 - - 19 N/A N/A 0.20 0.40 0.26
Sarina Reservoirs Sample Points RSV Physical Colour - True TCU 1 - ≤15 19 N/A 0 <1 2 <1
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Sarina Reservoirs Sample Points RSV Physical Conductivity µS/cm 10 - - 19 N/A N/A 209.60 278.40 244.15
Sarina Reservoirs Sample Points RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 19 N/A 14 59.80 92.40 76.82
Sarina Reservoirs Sample Points RSV Physical Free Carbon Dioxide mg/L 1 - - 19 N/A N/A 1.40 2.40 1.83
Sarina Reservoirs Sample Points RSV Physical Hydroxide mg/L 0.1 - - 19 N/A N/A <0.1 <0.1 <0.1
Sarina Reservoirs Sample Points RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 19 N/A 0 7.76 7.94 7.85
Sarina Reservoirs Sample Points RSV Physical Temperature °C 0.1 - - 19 N/A N/A 14.20 30.70 25.39
Sarina Reservoirs Sample Points RSV Physical Turbidity NTU 0.1 - ≤5 19 N/A 0 <0.1 0.6 0.2
Sarina Reservoirs Sample Points RSV TOC Total Organic Carbon mg/L 0.3 - - 19 N/A N/A 0.59 1.81 1.18
Sarina Reservoirs Sample Points RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 19 N/A 0 6.73 48.92 21.95
Sarina Reservoirs Sample Points RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 19 0 N/A <0.5 <0.5 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 19 0 N/A <1 <1 <1
Sarina Reservoirs Sample Points RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 19 0 N/A 19.29 85.13 27.20
Sarina Reservoirs Sample Points RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 19 0 N/A <0.5 <0.5 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 19 0 N/A 10.20 21.73 16.15
Sarina Reservoirs Sample Points RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 19 0 N/A <0.1 <0.1 <0.1
Sarina Reservoirs Sample Points RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 19 0 N/A 0.15 0.50 0.28
Sarina Reservoirs Sample Points RSV Total Metals Cobalt (Total) µg/L 0.2 - - 19 N/A N/A <0.2 <0.2 <0.2
Sarina Reservoirs Sample Points RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 19 0 0 1.26 14.97 5.38
Sarina Reservoirs Sample Points RSV Total Metals Iron (Total) µg/L 1 - ≤300 19 N/A 0 <1 18 6
Sarina Reservoirs Sample Points RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 19 0 N/A <0.5 0.7 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 19 0 0 <1 7 1
Sarina Reservoirs Sample Points RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 19 0 N/A <0.05 0.17 0.06
Sarina Reservoirs Sample Points RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 19 0 N/A <1 <1 <1
Sarina Reservoirs Sample Points RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 19 0 N/A <0.5 1.5 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 19 0 N/A <5 <5 <5
Sarina Reservoirs Sample Points RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 19 0 N/A <0.1 0.5 <0.1
Sarina Reservoirs Sample Points RSV Total Metals Strontium (Total) µg/L 1 - - 19 N/A N/A 122.23 173.66 141.33
Sarina Reservoirs Sample Points RSV Total Metals Thallium (Total) µg/L 0.5 - - 19 N/A N/A <0.5 <0.5 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Tin (Total) µg/L 1 - - 19 N/A N/A 2.90 19.97 7.81
Sarina Reservoirs Sample Points RSV Total Metals Titanium (Total) µg/L 0.5 - - 19 N/A N/A <0.5 2.5 1.1
Sarina Reservoirs Sample Points RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 19 0 N/A <0.5 0.5 <0.5
Sarina Reservoirs Sample Points RSV Total Metals Vanadium (Total) µg/L 0.1 - - 19 N/A N/A 0.34 1.24 0.94
Sarina Reservoirs Sample Points RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 19 N/A 0 1.63 28.04 9.11
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Marian WTP Treated Water TW Cyanobacteria Cyanobacteria Total Cells cells/mL 1 - - 50 N/A N/A <1 1790.00 41.20
Marian WTP Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 52 N/A N/A 0.75 2.13 1.66
Marian WTP Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 52 0 53 0.85 2.41 1.76
Marian WTP Treated Water TW Inorganic Bromide mg/L 0.4 - - 52 N/A N/A <0.4 <0.4 <0.4
Marian WTP Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 52 N/A N/A 8.18 24.90 14.65
Marian WTP Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 52 N/A 0 15.91 47.41 28.14
Marian WTP Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 52 0 N/A <0.1 <0.1 <0.1
Marian WTP Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 52 N/A 0 33.48 110.43 62.80
Marian WTP Treated Water TW Inorganic Larson Index LI 0 - - 50 N/A N/A 0.53 1.04 0.82
Marian WTP Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 51 N/A N/A <0.5 1.29 <0.5
Marian WTP Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 52 0 N/A <0.3 15.64 0.86
Marian WTP Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 52 0 N/A <0.4 <0.4 <0.4
Marian WTP Treated Water TW Inorganic Phosphate mg/L 0.5 - - 52 N/A N/A <0.5 <0.5 <0.5
Marian WTP Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 52 N/A N/A 0.73 3.23 1.28
Marian WTP Treated Water TW Inorganic Sodium (Soluble) mg/L 1 - ≤180 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 52 N/A 0 8.93 24.79 14.58
Marian WTP Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 52 N/A 0 1.29 3.59 2.02
Marian WTP Treated Water TW Microbial E. coli MPN/100mL 1 0 - 52 0 N/A <1 <1 <1
Marian WTP Treated Water TW Microbial E. coli cfu/100mL 1 0 - 52 0 N/A <1 <1 <1
Marian WTP Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 52 N/A N/A <1 3.00 <1
Marian WTP Treated Water TW Microbial Total Coliforms cfu/100mL 1 - - 52 N/A N/A <1 <1 <1
Marian WTP Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 52 N/A N/A <1 <1 <1
Marian WTP Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 12 0 N/A <20 <20 <20
Marian WTP Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 12 N/A N/A <20 <20 <20
Marian WTP Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 12 0 N/A <20 <20 <20
Marian WTP Treated Water TW Physical Alkalinity mg/L 1 - - 51 N/A N/A 28.70 83.92 53.89
Marian WTP Treated Water TW Physical Bicarbonate mg/L 0.1 - - 51 N/A N/A 34.00 99.00 63.37
Marian WTP Treated Water TW Physical Carbonate mg/L 0.1 - - 51 N/A N/A <0.1 0.20 0.10
Marian WTP Treated Water TW Physical Colour - True TCU 1 - ≤15 52 N/A 0 <1 2.00 <1
Marian WTP Treated Water TW Physical Conductivity µS/cm 10 - - 52 N/A N/A 119.40 340.10 206.13
Marian WTP Treated Water TW Physical Dissolved Oxygen % Sat 0 - 110 - >85 52 N/A 24 69.50 98.40 84.82
Marian WTP Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 51 N/A N/A 1.80 28.50 4.34
Marian WTP Treated Water TW Physical Hydroxide mg/L 0.1 - - 51 N/A N/A <0.1 <0.1 <0.1
Marian WTP Treated Water TW Physical pH pH unit 0 - 14 - 6.5 - 8.5 52 N/A 0 6.77 7.85 7.46
Marian WTP Treated Water TW Physical Turbidity NTU 0.1 - ≤5 52 N/A 0 <0.1 1.51 0.17
Marian WTP Treated Water TW Soluble Metals Aluminium (Soluble) µg/L 5 - ≤200 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Antimony (Soluble) µg/L 0.5 ≤3 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Arsenic (Soluble) µg/L 0.5 ≤10 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Barium (Soluble) µg/L 1 ≤2,000 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Beryllium (Soluble) µg/L 0.5 ≤60 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Boron (Soluble) µg/L 5 ≤4,000 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Cadmium (Soluble) µg/L 0.1 ≤2 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Chromium (Soluble) µg/L 0.1 ≤50 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Copper (Soluble) µg/L 1 ≤2,000 ≤1,000 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Iron (Soluble) µg/L 1 / 2 - ≤300 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Lead (Soluble) µg/L 0.5 / 1 ≤10 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Manganese (Soluble) µg/L 1 ≤500 ≤100 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Mercury (Soluble) µg/L 0.5 ≤1 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Molybdenum (Soluble) µg/L 1 ≤50 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Nickel (Soluble) µg/L 0.5 ≤20 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Selenium (Soluble) µg/L 5 ≤10 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Silver (Soluble) µg/L 0.1 ≤100 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Uranium (Soluble) µg/L 0.5 ≤17 - 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW Soluble Metals Zinc (Soluble) µg/L 1 - ≤3,000 0 N/A N/A N/A N/A N/A
Marian WTP Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 13 0 0 <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 10 0 0 <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 10 0 0 <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001

Water Supply Scheme - MA
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Marian WTP Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 10 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endrin µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 10 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Phenol µg/L 0.0001 - - 10 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
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Marian WTP Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 13 N/A N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 13 0 N/A <0.0001 <0.0001 <0.0001
Marian WTP Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 52 N/A N/A <0.3 2.10 0.91
Marian WTP Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 51 N/A 0 <5 32.17 9.80
Marian WTP Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 51 0 N/A <0.5 2.48 <0.5
Marian WTP Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 51 0 N/A <1 <1 <1
Marian WTP Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 51 0 N/A 14.15 55.93 22.25
Marian WTP Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 51 0 N/A <0.5 <0.5 <0.5
Marian WTP Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 51 0 N/A 9.57 31.98 13.63
Marian WTP Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 51 0 N/A <0.1 <0.1 <0.1
Marian WTP Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 51 0 N/A <0.1 0.74 <0.1
Marian WTP Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 51 N/A N/A <0.2 0.32 <0.2
Marian WTP Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 51 0 0 <1 51.83 1.46
Marian WTP Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 51 N/A 0 <1 44.24 5.31
Marian WTP Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 51 0 N/A <0.5 1.50 <0.5
Marian WTP Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 51 0 0 <1 1.29 <1
Marian WTP Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 5 0 N/A <0.05 0.17 <0.05
Marian WTP Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 51 0 N/A <1 4.09 <1
Marian WTP Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 51 0 N/A <0.5 0.65 <0.5
Marian WTP Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 51 0 N/A <5 <5 <5
Marian WTP Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 51 0 N/A <0.1 1.53 0.14
Marian WTP Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 51 N/A N/A 60.11 214.62 123.60
Marian WTP Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 51 N/A N/A <0.5 <0.5 <0.5
Marian WTP Treated Water TW Total Metals Tin (Total) µg/L 1 - - 51 N/A N/A <1 95.29 12.32
Marian WTP Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 51 N/A N/A <0.5 7.45 1.60
Marian WTP Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 51 0 N/A <0.5 3.94 <0.5
Marian WTP Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 51 N/A N/A <0.1 2.79 0.62
Marian WTP Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 51 N/A 0 <1 11.36 <1
Marian WTP Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 12 0 N/A <1 13.70 5.07
Marian WTP Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 12 0 N/A <1 1.60 <1
Marian WTP Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 12 0 N/A <1 15.70 4.49
Marian WTP Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 12 0 N/A <1 8.40 4.74
Marian WTP Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 12 0 N/A <1 38.20 15.05
Marian Reticulation Sample Points RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 190 N/A N/A 0.47 1.69 1.13
Marian Reticulation Sample Points RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 190 0 211 0.50 1.74 1.22
Marian Reticulation Sample Points RTN Inorganic Bromide mg/L 0.4 - - 190 N/A N/A <0.4 <0.4 <0.4
Marian Reticulation Sample Points RTN Inorganic Calcium (Total) mg/L 0.5 - - 190 N/A N/A 10.79 40.40 17.24
Marian Reticulation Sample Points RTN Inorganic Chloride mg/L 0.005 - ≤250 190 N/A 0 14.76 72.14 32.60
Marian Reticulation Sample Points RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 190 0 N/A <0.1 <0.1 <0.1
Marian Reticulation Sample Points RTN Inorganic Hardness mg/L 0.25 - ≤200 190 N/A 0 42.63 174.88 74.01
Marian Reticulation Sample Points RTN Inorganic Larson Index LI 0 - - 184 N/A N/A 0.55 1.20 0.82
Marian Reticulation Sample Points RTN Inorganic Magnesium (Total) mg/L 0.5 - - 189 N/A N/A <0.5 16.85 0.88
Marian Reticulation Sample Points RTN Inorganic Nitrate mg/L 0.3 ≤50 - 190 0 N/A <0.3 28.45 2.98
Marian Reticulation Sample Points RTN Inorganic Nitrite mg/L 0.4 ≤3 - 190 0 N/A <0.4 0.78 <0.4
Marian Reticulation Sample Points RTN Inorganic Phosphate mg/L 0.5 - - 190 N/A N/A <0.5 <0.5 <0.5
Marian Reticulation Sample Points RTN Inorganic Potassium (Total) mg/L 0.5 - - 190 N/A N/A 0.63 3.61 1.27
Marian Reticulation Sample Points RTN Inorganic Sodium (Total) mg/L 1 - ≤180 190 N/A 0 10.96 39.99 16.94
Marian Reticulation Sample Points RTN Inorganic Sulphate mg/L 0.3 - ≤250 190 N/A 0 1.34 6.87 2.26
Marian Reticulation Sample Points RTN Microbial E. coli MPN/100mL 1 0 - 190 0 N/A <1 <1 <1
Marian Reticulation Sample Points RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 190 N/A N/A <1 1200.00 20.06
Marian Reticulation Sample Points RTN Microbial Total Coliforms cfu/100mL 1 - - 190 N/A N/A <1 70.00 <1
Marian Reticulation Sample Points RTN Microbial Total Coliforms MPN/100mL 1 - - 190 N/A N/A <1 70.00 <1
Marian Reticulation Sample Points RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 43 0 N/A <20 <20 <20
Marian Reticulation Sample Points RTN Oxyhalides Chlorate µg/L 20 / 50 - - 43 N/A N/A <20 163.11 27.26
Marian Reticulation Sample Points RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 43 0 N/A <20 <20 <20
Marian Reticulation Sample Points RTN Physical Alkalinity mg/L 1 - - 187 N/A N/A 37.44 141.64 61.94
Marian Reticulation Sample Points RTN Physical Bicarbonate mg/L 0.1 - - 187 N/A N/A 44.00 167.00 72.91
Marian Reticulation Sample Points RTN Physical Carbonate mg/L 0.1 - - 187 N/A N/A <0.1 0.40 0.11
Marian Reticulation Sample Points RTN Physical Colour - True TCU 1 - ≤15 190 N/A 0 <1 3.00 <1
Marian Reticulation Sample Points RTN Physical Conductivity µS/cm 10 - - 190 N/A N/A 91.60 548.40 237.73
Marian Reticulation Sample Points RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 190 N/A 103 63.60 98.20 83.03
Marian Reticulation Sample Points RTN Physical Free Carbon Dioxide mg/L 1 - - 187 N/A N/A 1.50 28.30 5.61
Marian Reticulation Sample Points RTN Physical Hydroxide mg/L 0.1 - - 187 N/A N/A <0.1 <0.1 <0.1
Marian Reticulation Sample Points RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 190 N/A 0 6.76 7.97 7.43
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Marian Reticulation Sample Points RTN Physical Temperature °C 0.1 - - 190 N/A N/A 21.00 34.40 27.44
Marian Reticulation Sample Points RTN Physical Turbidity NTU 0.1 - ≤5 190 N/A 1 <0.1 6.33 0.28
Marian Reticulation Sample Points RTN Soluble Metals Iron (Soluble) µg/L 1 - ≤300 0 N/A N/A N/A N/A N/A
Marian Reticulation Sample Points RTN TOC Total Organic Carbon mg/L 0.3 - - 190 N/A N/A <0.3 2.27 0.86
Marian Reticulation Sample Points RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 189 N/A 0 <5 32.68 9.01
Marian Reticulation Sample Points RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 189 0 N/A <0.5 2.15 <0.5
Marian Reticulation Sample Points RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 189 0 N/A <1 1.18 <1
Marian Reticulation Sample Points RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 189 0 N/A 10.32 43.76 22.33
Marian Reticulation Sample Points RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 189 0 N/A <0.5 <0.5 <0.5
Marian Reticulation Sample Points RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 189 0 N/A 9.45 28.95 13.57
Marian Reticulation Sample Points RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 189 0 N/A <0.1 0.16 <0.1
Marian Reticulation Sample Points RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 189 0 N/A <0.1 6.49 0.16
Marian Reticulation Sample Points RTN Total Metals Cobalt (Total) µg/L 0.2 - - 189 N/A N/A <0.2 3.88 <0.2
Marian Reticulation Sample Points RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 189 0 0 1.10 534.56 28.25
Marian Reticulation Sample Points RTN Total Metals Iron (Total) µg/L 1 - ≤300 189 N/A 2 <1 446.24 22.39
Marian Reticulation Sample Points RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 189 1 N/A <0.5 18.85 1.27
Marian Reticulation Sample Points RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 189 0 0 <1 16.85 <1
Marian Reticulation Sample Points RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 15 0 N/A <0.05 0.17 <0.05
Marian Reticulation Sample Points RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 189 0 N/A <1 11.23 <1
Marian Reticulation Sample Points RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 189 0 N/A <0.5 24.56 0.99
Marian Reticulation Sample Points RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 189 0 N/A <5 <5 <5
Marian Reticulation Sample Points RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 189 0 N/A <0.1 2.27 0.14
Marian Reticulation Sample Points RTN Total Metals Strontium (Total) µg/L 1 - - 189 N/A N/A 85.10 382.92 150.01
Marian Reticulation Sample Points RTN Total Metals Thallium (Total) µg/L 0.5 - - 189 N/A N/A <0.5 0.81 <0.5
Marian Reticulation Sample Points RTN Total Metals Tin (Total) µg/L 1 - - 189 N/A N/A <1 210.20 12.02
Marian Reticulation Sample Points RTN Total Metals Titanium (Total) µg/L 0.5 - - 189 N/A N/A <0.5 111.47 3.75
Marian Reticulation Sample Points RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 189 0 N/A <0.5 8.80 <0.5
Marian Reticulation Sample Points RTN Total Metals Vanadium (Total) µg/L 0.1 - - 189 N/A N/A 0.12 5.36 0.99
Marian Reticulation Sample Points RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 189 N/A 0 1.17 2856.66 72.66
Marian Reticulation Sample Points RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 15 0 N/A 8.00 19.70 12.63
Marian Reticulation Sample Points RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 15 0 N/A <1 2.60 1.70
Marian Reticulation Sample Points RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 15 0 N/A 5.00 26.40 13.45
Marian Reticulation Sample Points RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 15 0 N/A 6.00 16.00 10.61
Marian Reticulation Sample Points RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 15 0 N/A 24.40 62.50 38.45
Marian Reservoirs Sample Points RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 37 N/A N/A 0.81 1.68 1.35
Marian Reservoirs Sample Points RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 37 0 37 0.88 1.74 1.45
Marian Reservoirs Sample Points RSV Inorganic Bromide mg/L 0.4 - - 19 N/A N/A <0.4 <0.4 <0.4
Marian Reservoirs Sample Points RSV Inorganic Calcium (Total) mg/L 0.5 - - 19 N/A N/A 11.01 28.70 16.84
Marian Reservoirs Sample Points RSV Inorganic Chloride mg/L 0.005 - ≤250 19 N/A 0 20.35 55.07 31.76
Marian Reservoirs Sample Points RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 19 0 N/A <0.1 <0.1 <0.1
Marian Reservoirs Sample Points RSV Inorganic Hardness mg/L 0.25 - ≤200 19 N/A 0 44.41 126.35 72.20
Marian Reservoirs Sample Points RSV Inorganic Larson Index LI 0 - - 19 N/A N/A 0.52 1.09 0.81
Marian Reservoirs Sample Points RSV Inorganic Magnesium (Total) mg/L 0.5 - - 19 N/A N/A <0.5 <0.5 <0.5
Marian Reservoirs Sample Points RSV Inorganic Nitrate mg/L 0.3 ≤50 - 19 0 N/A 0.31 20.40 2.53
Marian Reservoirs Sample Points RSV Inorganic Nitrite mg/L 0.4 ≤3 - 19 0 N/A <0.4 <0.4 <0.4
Marian Reservoirs Sample Points RSV Inorganic Phosphate mg/L 0.5 - - 19 N/A N/A <0.5 <0.5 <0.5
Marian Reservoirs Sample Points RSV Inorganic Potassium (Total) mg/L 0.5 - - 19 N/A N/A 0.80 2.27 1.16
Marian Reservoirs Sample Points RSV Inorganic Sodium (Total) mg/L 1 - ≤180 19 N/A 0 12.21 26.62 16.92
Marian Reservoirs Sample Points RSV Inorganic Sulphate mg/L 0.3 - ≤250 19 N/A 0 <0.3 3.58 2.11
Marian Reservoirs Sample Points RSV Microbial E. coli MPN/100mL 1 0 - 37 0 N/A <1 <1 <1
Marian Reservoirs Sample Points RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 37 N/A N/A <1 11.00 1.27
Marian Reservoirs Sample Points RSV Microbial Total Coliforms cfu/100mL 1 - - 37 N/A N/A <1 2.00 <1
Marian Reservoirs Sample Points RSV Microbial Total Coliforms MPN/100mL 1 - - 37 N/A N/A <1 2.00 <1
Marian Reservoirs Sample Points RSV Physical Alkalinity mg/L 1 - - 19 N/A N/A 38.54 106.38 61.78
Marian Reservoirs Sample Points RSV Physical Bicarbonate mg/L 0.1 - - 19 N/A N/A 45.00 125.00 72.68
Marian Reservoirs Sample Points RSV Physical Carbonate mg/L 0.1 - - 19 N/A N/A <0.1 0.40 0.14
Marian Reservoirs Sample Points RSV Physical Colour - True TCU 1 - ≤15 19 N/A 0 <1 1.00 <1
Marian Reservoirs Sample Points RSV Physical Conductivity µS/cm 10 - - 19 N/A N/A 114.30 395.60 230.65
Marian Reservoirs Sample Points RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 19 N/A 4 77.10 97.50 89.47
Marian Reservoirs Sample Points RSV Physical Free Carbon Dioxide mg/L 1 - - 19 N/A N/A 1.60 15.10 4.22
Marian Reservoirs Sample Points RSV Physical Hydroxide mg/L 0.1 - - 19 N/A N/A <0.1 <0.1 <0.1
Marian Reservoirs Sample Points RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 19 N/A 0 6.89 7.86 7.54
Marian Reservoirs Sample Points RSV Physical Temperature °C 0.1 - - 7 N/A N/A 21.20 29.30 26.47
Marian Reservoirs Sample Points RSV Physical Turbidity NTU 0.1 - ≤5 17 N/A 0 <0.1 0.47 0.11
Marian Reservoirs Sample Points RSV Soluble Metals Iron (Soluble) µg/L 1 - ≤300 19 N/A 0 <1 27.15 8.01
Marian Reservoirs Sample Points RSV TOC Total Organic Carbon mg/L 0.3 - - 19 N/A N/A 0.34 2.75 0.88
Marian Reservoirs Sample Points RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 19 N/A 0 5.14 11.28 8.26
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Marian Reservoirs Sample Points RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 19 0 N/A <0.5 1.39 <0.5
Marian Reservoirs Sample Points RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 19 0 N/A <1 <1 <1
Marian Reservoirs Sample Points RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 19 0 N/A 15.00 26.22 22.18
Marian Reservoirs Sample Points RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 19 0 N/A <0.5 <0.5 <0.5
Marian Reservoirs Sample Points RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 19 0 N/A 9.97 16.88 13.00
Marian Reservoirs Sample Points RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 19 0 N/A <0.1 <0.1 <0.1
Marian Reservoirs Sample Points RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 19 0 N/A <0.1 0.59 <0.1
Marian Reservoirs Sample Points RSV Total Metals Cobalt (Total) µg/L 0.2 - - 19 N/A N/A <0.2 <0.2 <0.2
Marian Reservoirs Sample Points RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 19 0 0 3.60 33.00 16.02
Marian Reservoirs Sample Points RSV Total Metals Iron (Total) µg/L 1 - ≤300 19 N/A 0 <1 27.15 8.01
Marian Reservoirs Sample Points RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 19 0 N/A <0.5 1.79 0.51
Marian Reservoirs Sample Points RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 19 0 0 <1 <1 <1
Marian Reservoirs Sample Points RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 11 0 N/A <0.05 0.17 0.06
Marian Reservoirs Sample Points RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 19 0 N/A <1 4.37 <1
Marian Reservoirs Sample Points RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 19 0 N/A <0.5 <0.5 <0.5
Marian Reservoirs Sample Points RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 19 0 N/A <5 <5 <5
Marian Reservoirs Sample Points RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 19 0 N/A <0.1 3.68 0.28
Marian Reservoirs Sample Points RSV Total Metals Strontium (Total) µg/L 1 - - 19 N/A N/A 96.71 267.31 140.62
Marian Reservoirs Sample Points RSV Total Metals Thallium (Total) µg/L 0.5 - - 19 N/A N/A <0.5 1.12 <0.5
Marian Reservoirs Sample Points RSV Total Metals Tin (Total) µg/L 1 - - 19 N/A N/A <1 53.46 12.38
Marian Reservoirs Sample Points RSV Total Metals Titanium (Total) µg/L 0.5 - - 19 N/A N/A <0.5 5.51 1.69
Marian Reservoirs Sample Points RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 19 0 N/A <0.5 3.89 0.94
Marian Reservoirs Sample Points RSV Total Metals Vanadium (Total) µg/L 0.1 - - 19 N/A N/A 0.16 3.45 0.90
Marian Reservoirs Sample Points RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 19 N/A 0 1.73 11.25 4.95
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Kelsey Creek Treated Water TW Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 4 N/A N/A 1.29 2.60 1.99
Kelsey Creek Treated Water TW Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 4 0 4 1.64 2.90 2.19
Kelsey Creek Treated Water TW Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Kelsey Creek Treated Water TW Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 14.54 21.14 18.26
Kelsey Creek Treated Water TW Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 46.35 67.49 58.36
Kelsey Creek Treated Water TW Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Kelsey Creek Treated Water TW Inorganic Hardness mg/L 0.25 - ≤200 4 N/A 0 62.28 91.25 78.54
Kelsey Creek Treated Water TW Inorganic Larson Index LI 0 - - 4 N/A N/A 1.10 1.47 1.30
Kelsey Creek Treated Water TW Inorganic Magnesium (Total) mg/L 0.5 - - 42 N/A N/A 49.46 478.64 221.71
Kelsey Creek Treated Water TW Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A <0.3 0.90 0.47
Kelsey Creek Treated Water TW Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Kelsey Creek Treated Water TW Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Kelsey Creek Treated Water TW Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A 1.93 2.63 2.18
Kelsey Creek Treated Water TW Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 0 27.22 34.05 30.70
Kelsey Creek Treated Water TW Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 0.44 1.68 1.04
Kelsey Creek Treated Water TW Microbial E. coli MPN/100mL 1 0 - 5 0 0 <1 <5 <1
Kelsey Creek Treated Water TW Microbial Heterotrophic Plate Count cfu/mL 1 - - 5 N/A N/A <1 5.00 1.60
Kelsey Creek Treated Water TW Microbial Total Coliforms MPN/100mL 1 - - 5 N/A N/A <1 3.33 <1
Kelsey Creek Treated Water TW Oxyhalides Bromate µg/L 20 / 50 ≤20 - 4 0 N/A <20 <20 <20
Kelsey Creek Treated Water TW Oxyhalides Chlorate µg/L 20 / 50 - - 4 N/A N/A <20 <20 <20
Kelsey Creek Treated Water TW Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 4 0 N/A <20 <20 <20
Kelsey Creek Treated Water TW Physical Alkalinity mg/L 1 - - 4 N/A N/A 62.30 71.20 66.47
Kelsey Creek Treated Water TW Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 73.00 84.00 78.25
Kelsey Creek Treated Water TW Physical Carbonate mg/L 0.1 - - 4 N/A N/A <0.1 0.10 <0.1
Kelsey Creek Treated Water TW Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 2.00 1.33
Kelsey Creek Treated Water TW Physical Conductivity µS/cm 10 - - 4 N/A N/A 269.30 375.30 326.25
Kelsey Creek Treated Water TW Physical Dissolved Oxygen % Sat 0 - >85 4 N/A 4 38.60 78.10 53.13
Kelsey Creek Treated Water TW Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 10.30 38.70 19.55
Kelsey Creek Treated Water TW Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Kelsey Creek Treated Water TW Physical pH pH unit 0 - 6.5 - 8.5 40 N/A 1 5.53 7.71 7.14
Kelsey Creek Treated Water TW Physical Temperature °C 0.1 - - 4 N/A N/A 23.40 30.40 27.60
Kelsey Creek Treated Water TW Physical Turbidity NTU 0.1 - ≤5 34 N/A 5 0.95 7.75 3.20
Kelsey Creek Treated Water TW SVOCs 2.3.4.6-tetrachlorophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.4.5-Trichlorophenol µg/L 0.0001 ≤100 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.4.6-Trichlorophenol µg/L 0.0001 ≤20 ≤2 2 0 0 <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.4-Dichlorophenol µg/L 0.0001 ≤200 ≤0.3 2 0 0 <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.4-Dimethylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.4-Dinitrophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2.6-Dichlorophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2-Chlorophenol µg/L 0.0001 ≤300 ≤0.1 2 0 0 <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2-Methylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 2-Nitrophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 3- & 4-Methylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4.4`.DDD µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4.4`-DDE µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4.4`-DDT µg/L 0.0001 ≤9 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4.6-Dinitro-2-methylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4-Chloro-3-Methylphenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs 4-Nitrophenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Acenaphthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Acenaphthylene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Aldrin µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Alpha-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Ametryn µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Atrazine µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Azinphos methyl µg/L 0.0001 ≤30 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Benz(a)anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Benzo(a)pyrene µg/L 0.0001 ≤0.01 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Benzo(b)fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Benzo(g.h.i)perylene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Benzo(k)fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Beta-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Bromacil µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Chlordane cis µg/L 0.0001 ≤2 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Chlordane trans µg/L 0.0001 ≤2 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Chlorpyrifos µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
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Kelsey Creek Treated Water TW SVOCs Chrysene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs delta-BHC µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Demeton-S-methyl µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Diazinon µg/L 0.0001 ≤4 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Dibenz(a.h)anthracene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Dichlorvos µg/L 0.0001 ≤5 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Dieldrin µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Dimethoate µg/L 0.0001 ≤7 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Dinoseb µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Diuron µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endosulphan alpha µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endosulphan beta µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endosulphan Sulphate µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endrin µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endrin aldehyde µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Endrin ketone µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Ethion µg/L 0.0001 ≤4 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Fluoranthene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Fluorene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Heptachlor µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Heptachlor Epoxide µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Hexazinone µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Indeno(1.2.3.cd)pyrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Lindane µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Malathion µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Methamidophos µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Methidathion µg/L 0.0001 ≤6 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Methoxychlor µg/L 0.0001 ≤300 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Metolachlor µg/L 0.0001 ≤300 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Metribuzin µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Naphthalene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Naphthalene, 1-methyl- µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Naphthalene, 2-methyl- µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Omethoate µg/L 0.0001 ≤1 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Pentachlorophenol µg/L 0.0001 ≤10 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Phenanthrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Phenol µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Pirimiphos methyl µg/L 0.0001 ≤90 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Profenofos µg/L 0.0001 ≤0.3 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Prometryn µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Propazine µg/L 0.0001 ≤50 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Propyzamide µg/L 0.0001 ≤70 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Prothiofos µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Pyrazophos µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Pyrene µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Simazine µg/L 0.0001 ≤20 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Tebuthiuron µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Terbutryn µg/L 0.0001 ≤400 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Tolclofos-methyl µg/L 0.0001 - - 2 N/A N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW SVOCs Trifluralin µg/L 0.0001 ≤90 - 2 0 N/A <0.0001 <0.0001 <0.0001
Kelsey Creek Treated Water TW TOC Total Organic Carbon mg/L 0.3 - - 24 N/A N/A 2.27 5.92 3.45
Kelsey Creek Treated Water TW Total Metals Aluminium (Total) µg/L 5 - ≤200 40 N/A 0 <5 8.19 <5
Kelsey Creek Treated Water TW Total Metals Antimony (Total) µg/L 0.5 ≤3 - 40 0 N/A <0.5 0.50 <0.5
Kelsey Creek Treated Water TW Total Metals Arsenic (Total) µg/L 1 ≤10 - 40 0 N/A <1 1.56 <1
Kelsey Creek Treated Water TW Total Metals Barium (Total) µg/L 1 ≤2,000 - 40 0 N/A 14.10 30.68 21.40
Kelsey Creek Treated Water TW Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 40 0 N/A <0.5 <0.5 <0.5
Kelsey Creek Treated Water TW Total Metals Boron (Total) µg/L 5 ≤4,000 - 40 0 N/A 25.28 39.32 33.14
Kelsey Creek Treated Water TW Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 40 0 N/A <0.1 <0.1 <0.1
Kelsey Creek Treated Water TW Total Metals Chromium (Total) µg/L 0.1 ≤50 - 40 0 N/A <0.1 0.36 <0.1
Kelsey Creek Treated Water TW Total Metals Cobalt (Total) µg/L 0.2 - - 40 N/A N/A <0.2 0.22 <0.2
Kelsey Creek Treated Water TW Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 40 0 0 3.58 128.31 51.00
Kelsey Creek Treated Water TW Total Metals Iron (Total) µg/L 1 - ≤300 42 N/A 0 20.79 340.68 124.35
Kelsey Creek Treated Water TW Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 40 0 N/A <0.5 2.64 0.79
Kelsey Creek Treated Water TW Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 42 0 32 49.46 478.64 221.71
Kelsey Creek Treated Water TW Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Kelsey Creek Treated Water TW Total Metals Molybdenum (Total) µg/L 1 ≤50 - 40 0 N/A <1 1.17 <1
Kelsey Creek Treated Water TW Total Metals Nickel (Total) µg/L 0.5 ≤20 - 40 0 N/A <0.5 1.61 <0.5
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Kelsey Creek Treated Water TW Total Metals Selenium (Total) µg/L 5 ≤10 - 40 0 N/A <5 <5 <5
Kelsey Creek Treated Water TW Total Metals Silver (Total) µg/L 0.1 ≤100 - 40 0 N/A <0.1 0.80 <0.1
Kelsey Creek Treated Water TW Total Metals Strontium (Total) µg/L 1 - - 40 N/A N/A 140.27 253.85 185.88
Kelsey Creek Treated Water TW Total Metals Thallium (Total) µg/L 0.5 - - 40 N/A N/A <0.5 <0.5 <0.5
Kelsey Creek Treated Water TW Total Metals Tin (Total) µg/L 1 - - 39 N/A N/A <1 29.77 7.64
Kelsey Creek Treated Water TW Total Metals Titanium (Total) µg/L 0.5 - - 40 N/A N/A <0.5 3.89 1.36
Kelsey Creek Treated Water TW Total Metals Uranium (Total) µg/L 0.5 ≤17 - 40 0 N/A <0.5 0.52 <0.5
Kelsey Creek Treated Water TW Total Metals Vanadium (Total) µg/L 0.1 - - 40 N/A N/A <0.1 0.61 0.18
Kelsey Creek Treated Water TW Total Metals Zinc (Total) µg/L 1 - ≤3,000 40 N/A 0 3.89 56.25 12.88
Kelsey Creek Treated Water TW Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 23 0 N/A 23.10 51.60 38.06
Kelsey Creek Treated Water TW Trihalomethanes Bromoform µg/L 1 ≤250 - 23 0 N/A <1 4.40 1.43
Kelsey Creek Treated Water TW Trihalomethanes Chloroform µg/L 1 ≤250 - 23 0 N/A 21.30 115.00 63.03
Kelsey Creek Treated Water TW Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 23 0 N/A 11.40 24.10 18.84
Kelsey Creek Treated Water TW Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 23 0 N/A 69.30 180.00 121.40
Midge Point Reticulation Sample Points RTN Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 113 N/A N/A 0.03 3.20 1.21
Midge Point Reticulation Sample Points RTN Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 113 0 104 0.06 3.40 1.33
Midge Point Reticulation Sample Points RTN Inorganic Bromide mg/L 0.4 - - 113 N/A N/A <0.4 <0.4 <0.4
Midge Point Reticulation Sample Points RTN Inorganic Calcium (Total) mg/L 0.5 - - 113 N/A N/A 26.75 43.31 34.03
Midge Point Reticulation Sample Points RTN Inorganic Chloride mg/L 0.005 - ≤250 113 N/A 0 44.19 72.54 60.42
Midge Point Reticulation Sample Points RTN Inorganic Fluoride mg/L 0.1 ≤1.5 - 113 0 N/A <0.1 0.14 <0.1
Midge Point Reticulation Sample Points RTN Inorganic Hardness mg/L 0.25 - ≤200 111 N/A 0 90.47 132.94 111.30
Midge Point Reticulation Sample Points RTN Inorganic Larson Index LI 0 - - 107 N/A N/A 0.65 1.28 0.97
Midge Point Reticulation Sample Points RTN Inorganic Magnesium (Total) mg/L 0.5 - - 229 N/A N/A 1.15 771.67 46.50
Midge Point Reticulation Sample Points RTN Inorganic Nitrate mg/L 0.3 ≤50 - 113 0 N/A <0.3 2.31 0.52
Midge Point Reticulation Sample Points RTN Inorganic Nitrite mg/L 0.4 ≤3 - 113 0 N/A <0.4 1.88 <0.4
Midge Point Reticulation Sample Points RTN Inorganic Phosphate mg/L 0.5 - - 113 N/A N/A <0.5 <0.5 <0.5
Midge Point Reticulation Sample Points RTN Inorganic Potassium (Total) mg/L 0.5 - - 113 N/A N/A 2.00 3.85 2.44
Midge Point Reticulation Sample Points RTN Inorganic Sodium (Total) mg/L 1 - ≤180 113 N/A 0 26.95 37.45 31.97
Midge Point Reticulation Sample Points RTN Inorganic Sulphate mg/L 0.3 - ≤250 113 N/A 0 <0.3 3.72 1.24
Midge Point Reticulation Sample Points RTN Microbial E. coli MPN/100mL 1 0 - 113 0 N/A <1 <1 <1
Midge Point Reticulation Sample Points RTN Microbial Heterotrophic Plate Count cfu/mL 1 - - 112 N/A N/A <1 3600.00 49.08
Midge Point Reticulation Sample Points RTN Microbial Total Coliforms cfu/100mL 1 - - 113 N/A N/A <1 <1 <1
Midge Point Reticulation Sample Points RTN Microbial Total Coliforms MPN/100mL 1 - - 113 N/A N/A <1 <1 <1
Midge Point Reticulation Sample Points RTN Oxyhalides Bromate µg/L 20 / 50 ≤20 - 21 0 N/A <20 <20 <20
Midge Point Reticulation Sample Points RTN Oxyhalides Chlorate µg/L 20 / 50 - - 21 N/A N/A <20 102.21 45.20
Midge Point Reticulation Sample Points RTN Oxyhalides Chlorite µg/L 20 / 50 ≤800 - 21 0 N/A <20 <20 <20
Midge Point Reticulation Sample Points RTN Physical Alkalinity mg/L 1 - - 113 N/A N/A 79.96 110.44 94.44
Midge Point Reticulation Sample Points RTN Physical Bicarbonate mg/L 0.1 - - 113 N/A N/A 94.00 128.00 109.81
Midge Point Reticulation Sample Points RTN Physical Carbonate mg/L 0.1 - - 113 N/A N/A 0.10 3.60 0.80
Midge Point Reticulation Sample Points RTN Physical Colour - True TCU 1 - ≤15 113 N/A 0 <1 4.00 <1
Midge Point Reticulation Sample Points RTN Physical Conductivity µS/cm 10 - - 113 N/A N/A 215.60 563.00 382.12
Midge Point Reticulation Sample Points RTN Physical Dissolved Oxygen % Sat 0 - 110 - >85 113 N/A 106 31.60 92.90 65.68
Midge Point Reticulation Sample Points RTN Physical Free Carbon Dioxide mg/L 1 - - 113 N/A N/A <1 11.10 2.06
Midge Point Reticulation Sample Points RTN Physical Hydroxide mg/L 0.1 - - 113 N/A N/A <0.1 0.10 <0.1
Midge Point Reticulation Sample Points RTN Physical pH pH unit 0 - 14 - 6.5 - 8.5 229 N/A 4 7.19 8.80 7.89
Midge Point Reticulation Sample Points RTN Physical Temperature °C 0.1 - - 113 N/A N/A 22.70 54.70 27.41
Midge Point Reticulation Sample Points RTN Physical Turbidity NTU 0.1 - ≤5 208 N/A 5 <0.1 8.76 0.90
Midge Point Reticulation Sample Points RTN TOC Total Organic Carbon mg/L 0.3 - - 174 N/A N/A 1.77 4.55 2.84
Midge Point Reticulation Sample Points RTN Total Metals Aluminium (Total) µg/L 5 - ≤200 225 N/A 0 <5 47.17 <5
Midge Point Reticulation Sample Points RTN Total Metals Antimony (Total) µg/L 0.5 ≤3 - 225 0 N/A <0.5 2.10 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Arsenic (Total) µg/L 1 ≤10 - 225 0 N/A <1 1.64 <1
Midge Point Reticulation Sample Points RTN Total Metals Barium (Total) µg/L 1 ≤2,000 - 225 0 N/A 9.64 38.81 23.42
Midge Point Reticulation Sample Points RTN Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 225 0 N/A <0.5 <0.5 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Boron (Total) µg/L 5 ≤4,000 - 225 0 N/A 24.55 40.96 32.42
Midge Point Reticulation Sample Points RTN Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 225 0 N/A <0.1 0.40 <0.1
Midge Point Reticulation Sample Points RTN Total Metals Chromium (Total) µg/L 0.1 ≤50 - 225 0 N/A <0.1 0.84 0.31
Midge Point Reticulation Sample Points RTN Total Metals Cobalt (Total) µg/L 0.2 - - 225 N/A N/A <0.2 0.50 <0.2
Midge Point Reticulation Sample Points RTN Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 225 0 0 <1 177.48 14.38
Midge Point Reticulation Sample Points RTN Total Metals Iron (Total) µg/L 1 - ≤300 229 N/A 2 4.18 602.99 42.03
Midge Point Reticulation Sample Points RTN Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 225 0 N/A <0.5 4.28 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 229 2 9 1.15 771.67 46.50
Midge Point Reticulation Sample Points RTN Total Metals Mercury (Total) µg/L 0.05 ≤1 - 23 2 N/A <0.05 17.81 1.25
Midge Point Reticulation Sample Points RTN Total Metals Molybdenum (Total) µg/L 1 ≤50 - 225 0 N/A <1 7.41 <1
Midge Point Reticulation Sample Points RTN Total Metals Nickel (Total) µg/L 0.5 ≤20 - 225 0 N/A <0.5 2.06 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Selenium (Total) µg/L 5 ≤10 - 225 0 N/A <5 <5 <5
Midge Point Reticulation Sample Points RTN Total Metals Silver (Total) µg/L 0.1 ≤100 - 225 0 N/A <0.1 7.33 0.16
Midge Point Reticulation Sample Points RTN Total Metals Strontium (Total) µg/L 1 - - 225 N/A N/A 151.92 244.31 196.28
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Midge Point Reticulation Sample Points RTN Total Metals Thallium (Total) µg/L 0.5 - - 225 N/A N/A <0.5 0.65 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Tin (Total) µg/L 1 - - 222 N/A N/A <1 112.36 10.82
Midge Point Reticulation Sample Points RTN Total Metals Titanium (Total) µg/L 0.5 - - 225 N/A N/A <0.5 10.16 1.64
Midge Point Reticulation Sample Points RTN Total Metals Uranium (Total) µg/L 0.5 ≤17 - 225 0 N/A <0.5 5.33 <0.5
Midge Point Reticulation Sample Points RTN Total Metals Vanadium (Total) µg/L 0.1 - - 225 N/A N/A 0.13 1.11 0.47
Midge Point Reticulation Sample Points RTN Total Metals Zinc (Total) µg/L 1 - ≤3,000 225 N/A 0 <1 158.89 5.98
Midge Point Reticulation Sample Points RTN Trihalomethanes Bromodichloromethane µg/L 1 ≤250 - 96 0 N/A 30.20 80.60 54.44
Midge Point Reticulation Sample Points RTN Trihalomethanes Bromoform µg/L 1 ≤250 - 96 0 N/A <1 11.80 3.94
Midge Point Reticulation Sample Points RTN Trihalomethanes Chloroform µg/L 1 ≤250 - 96 1 N/A 54.10 286.00 120.48
Midge Point Reticulation Sample Points RTN Trihalomethanes Dibromochloromethane µg/L 1 ≤250 - 96 0 N/A 13.00 41.00 26.82
Midge Point Reticulation Sample Points RTN Trihalomethanes Trihalomethanes (Total) µg/L 1 ≤250 - 96 17 N/A 105.00 384.00 206.21
Midge Point Reservoir RSV Free / Total Chlorine Free Chlorine Residual mg/L 0.02 - - 9 N/A N/A 0.04 0.67 0.28
Midge Point Reservoir RSV Free / Total Chlorine Total Chlorine mg/L 0.02 ≤5 ≤0.6 9 0 1 0.14 0.74 0.35
Midge Point Reservoir RSV Inorganic Bromide mg/L 0.4 - - 4 N/A N/A <0.4 <0.4 <0.4
Midge Point Reservoir RSV Inorganic Calcium (Total) mg/L 0.5 - - 4 N/A N/A 28.49 36.99 32.78
Midge Point Reservoir RSV Inorganic Chloride mg/L 0.005 - ≤250 4 N/A 0 52.04 64.58 58.36
Midge Point Reservoir RSV Inorganic Fluoride mg/L 0.1 ≤1.5 - 4 0 N/A <0.1 <0.1 <0.1
Midge Point Reservoir RSV Inorganic Hardness mg/L 0.25 - ≤200 2 N/A 0 94.69 106.29 100.49
Midge Point Reservoir RSV Inorganic Larson Index LI 0 - - 2 N/A N/A 0.81 0.92 0.87
Midge Point Reservoir RSV Inorganic Magnesium (Total) mg/L 0.5 - - 42 N/A N/A 9.88 78.53 40.98
Midge Point Reservoir RSV Inorganic Nitrate mg/L 0.3 ≤50 - 4 0 N/A 0.30 0.42 0.37
Midge Point Reservoir RSV Inorganic Nitrite mg/L 0.4 ≤3 - 4 0 N/A <0.4 <0.4 <0.4
Midge Point Reservoir RSV Inorganic Phosphate mg/L 0.5 - - 4 N/A N/A <0.5 <0.5 <0.5
Midge Point Reservoir RSV Inorganic Potassium (Total) mg/L 0.5 - - 4 N/A N/A 2.11 2.73 2.34
Midge Point Reservoir RSV Inorganic Sodium (Total) mg/L 1 - ≤180 4 N/A 0 29.25 34.89 30.99
Midge Point Reservoir RSV Inorganic Sulphate mg/L 0.3 - ≤250 4 N/A 0 0.77 1.68 1.18
Midge Point Reservoir RSV Microbial E. coli MPN/100mL 1 0 - 9 0 N/A <1 <1 <1
Midge Point Reservoir RSV Microbial Heterotrophic Plate Count cfu/mL 1 - - 9 N/A N/A <1 850.00 101.33
Midge Point Reservoir RSV Microbial Total Coliforms cfu/100mL 1 - - 9 N/A N/A <1 3.10 <1
Midge Point Reservoir RSV Microbial Total Coliforms MPN/100mL 1 - - 9 N/A N/A <1 3.10 <1
Midge Point Reservoir RSV Physical Alkalinity mg/L 1 - - 4 N/A N/A 87.10 96.00 91.91
Midge Point Reservoir RSV Physical Bicarbonate mg/L 0.1 - - 4 N/A N/A 102.00 112.00 107.50
Midge Point Reservoir RSV Physical Carbonate mg/L 0.1 - - 4 N/A N/A 0.30 0.70 0.50
Midge Point Reservoir RSV Physical Colour - True TCU 1 - ≤15 4 N/A 0 <1 1.00 <1
Midge Point Reservoir RSV Physical Conductivity µS/cm 10 - - 4 N/A N/A 346.10 389.90 365.00
Midge Point Reservoir RSV Physical Dissolved Oxygen % Sat 0 - 110 - >85 4 N/A 0 62.70 68.70 66.68
Midge Point Reservoir RSV Physical Free Carbon Dioxide mg/L 1 - - 4 N/A N/A 1.50 2.50 1.98
Midge Point Reservoir RSV Physical Hydroxide mg/L 0.1 - - 4 N/A N/A <0.1 <0.1 <0.1
Midge Point Reservoir RSV Physical pH pH unit 0 - 14 - 6.5 - 8.5 41 N/A 0 7.83 8.28 8.07
Midge Point Reservoir RSV Physical Temperature °C 0.1 - - 4 N/A N/A 25.50 30.90 27.95
Midge Point Reservoir RSV Physical Turbidity NTU 0.1 - ≤5 34 N/A 1 0.26 11.16 1.20
Midge Point Reservoir RSV TOC Total Organic Carbon mg/L 0.3 - - 24 N/A N/A 2.23 3.92 2.91
Midge Point Reservoir RSV Total Metals Aluminium (Total) µg/L 5 - ≤200 40 N/A 2 <5 402.45 23.88
Midge Point Reservoir RSV Total Metals Antimony (Total) µg/L 0.5 ≤3 - 40 0 N/A <0.5 <0.5 <0.5
Midge Point Reservoir RSV Total Metals Arsenic (Total) µg/L 1 ≤10 - 40 0 N/A <1 1.08 <1
Midge Point Reservoir RSV Total Metals Barium (Total) µg/L 1 ≤2,000 - 40 0 N/A 17.67 28.18 22.67
Midge Point Reservoir RSV Total Metals Beryllium (Total) µg/L 0.5 ≤60 - 40 0 N/A <0.5 <0.5 <0.5
Midge Point Reservoir RSV Total Metals Boron (Total) µg/L 5 ≤4,000 - 40 0 N/A 24.57 39.85 33.23
Midge Point Reservoir RSV Total Metals Cadmium (Total) µg/L 0.1 ≤2 - 40 0 N/A <0.1 0.61 <0.1
Midge Point Reservoir RSV Total Metals Chromium (Total) µg/L 0.1 ≤50 - 40 0 N/A 0.15 23.04 0.97
Midge Point Reservoir RSV Total Metals Cobalt (Total) µg/L 0.2 - - 40 N/A N/A <0.2 0.70 <0.2
Midge Point Reservoir RSV Total Metals Copper (Total) µg/L 1 ≤2,000 ≤1,000 40 0 0 <1 52.61 4.11
Midge Point Reservoir RSV Total Metals Iron (Total) µg/L 1 - ≤300 42 N/A 1 9.38 520.03 46.18
Midge Point Reservoir RSV Total Metals Lead (Total) µg/L 0.5 / 1 ≤10 - 40 0 N/A <0.5 8.56 0.92
Midge Point Reservoir RSV Total Metals Manganese (Total) µg/L 1 ≤500 ≤100 42 0 0 9.88 78.53 40.98
Midge Point Reservoir RSV Total Metals Mercury (Total) µg/L 0.05 ≤1 - 4 0 N/A <0.05 0.17 0.05
Midge Point Reservoir RSV Total Metals Molybdenum (Total) µg/L 1 ≤50 - 40 0 N/A <1 2.61 <1
Midge Point Reservoir RSV Total Metals Nickel (Total) µg/L 0.5 ≤20 - 40 0 N/A <0.5 15.31 0.84
Midge Point Reservoir RSV Total Metals Selenium (Total) µg/L 5 ≤10 - 40 0 N/A <5 <5 <5
Midge Point Reservoir RSV Total Metals Silver (Total) µg/L 0.1 ≤100 - 40 0 N/A <0.1 0.85 0.12
Midge Point Reservoir RSV Total Metals Strontium (Total) µg/L 1 - - 40 N/A N/A 169.70 242.52 197.24
Midge Point Reservoir RSV Total Metals Thallium (Total) µg/L 0.5 - - 40 N/A N/A <0.5 <0.5 <0.5
Midge Point Reservoir RSV Total Metals Tin (Total) µg/L 1 - - 39 N/A N/A <1 39.60 10.41
Midge Point Reservoir RSV Total Metals Titanium (Total) µg/L 0.5 - - 40 N/A N/A <0.5 5.43 1.66
Midge Point Reservoir RSV Total Metals Uranium (Total) µg/L 0.5 ≤17 - 40 0 N/A <0.5 2.47 <0.5
Midge Point Reservoir RSV Total Metals Vanadium (Total) µg/L 0.1 - - 40 N/A N/A 0.28 0.83 0.49
Midge Point Reservoir RSV Total Metals Zinc (Total) µg/L 1 - ≤3,000 40 N/A 0 <1 40.69 4.94


