DIMENSION TO SUIT ARRANGEMENT

500 BSP BONNETTED FERRULE TAP
WITH M&F BEND

MATERIALS LIST
ITEM DIAMETER DESCRIPTION NO. OFF
1 50FI ELBOW (SS) 1
2 50 STOP TAP (COPPER X FI) 1
3 50 SS ADAPTOR (FLANGE x FEMALE) 2
4 50 ELSTER KENT HELIX H5000 BULK WATER METER 1
5 50 500 SS PIPE (M x M), MIN 300mm LONG 1
6 50 RESILIENT SEATED STAINLESS STEEL BALL VALVE (FI X F) 3
7 50 HEXAGON NIPPLE (SS) 7
8 50 BARREL UNION (BRASS) 2
9 50 LINE STRAINER (BRONZE) 1
10 50 REDUCED PRESSURE ZONE DEVICE (Mi X Mi) 1
1 50 x 50 TEE WITH BSP OUTLET 1 2
12 50 MALE CAMLOCK TO F BSP (ALUMINIUM) 1
13 50-20 MALE x FEMALE BSP REDUCING BUSH (SS) 1
14 20 ELBOW (SS) 1 -
15 20 ELBOW (SS X FI) 1 i
16 20 ANTI-VANDAL HOSE COCK (MI X Mi) 1 ‘
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NOTES: ‘
o 1. ALL ABOVE GROUND JOINTS TO BE EITHER SCREWED OR BRAZED.

2. REDUCED PRESSURE ZONE DEVICE (RPZD) TO COMPLY WITH AS 2845.1. AFTER INSTALLATION,
DEVICE TO BE TESTED BY A CERTIFIED PLUMBER AND TEST CERTIFICATE SUPPLIED TO MACKAY

REGIONAL COUNCIL.

3. CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF WATER SUPPLY ARRANGEMENT (INCLUDING
WATER SERVICE) ON NEW DONATED ASSETS. WATER METER & TAGGLE DEVICE TO BE SUPPLIED AND

| B 1 INSTALLED BY MACKAY REGIONAL COUNCIL.
4. FORNEW WORKS ON EXISTING WATER MAIN, WATER METER APPLICATION TO BE SUBMITTED TO
l 502 BSP Fl x 600 PE CONNECTOR MACKAY REGIONAL COUNCIL FOR INSTALLATION OF WATER SERVICE BY MACKAY REGIONAL COUNCIL.
63 OD HDPE CLASS 16 PIPE 5. ALL VALVES, STRAINER AND FITTINGS TO BE OF NON- FERROUS METAL OR STAINLESS STEEL, AND TO
' LENGTH AS REQUIRED COMPLY WITH RELEVANT AUSTRALIAN STANDARD OR TO BE APPROVED BY MACKAY REGIONAL
COUNCIL.
APPROVED SPLIT COLLAR JOINT TO
SUIT WATERVIAIN, TAPPED 50 BSP, 509 BSP Fl x 60@ PE CONNECTOR 6. SIGN TO BE NO. 404 TO AS 1319, LETTERING MINIMUM 15mm HIGH, PAINTED METAL.
STAINLESS STEEL JOINT BOLTS 7. PIPE CLIPS TO BE COPPER OR STAINLESS STEEL GRADE 316.
l 8.  PIPE CLIPS, WALL ELBOW AND METAL SIGN TO BE SECURELY FASTENED TO FRAME WITH APPROVED
—_— — — — ——— — _— — — — —— STAINLESS STEEL FASTENERS NOT LESS THAN 4mm DIAMETER.
—\ . , VIEW A-A 9. FIXAMR TAGGLE DEVICE TO FRAME SECURELY. LOOSE WIRES CONNECTING TAGGLE DEVICE TO
WATER SERVICE" EXTENTS B WATER METER TO BE FIXED TO APPURTENANCES.
REFERNOTE 4 10.  ALL DIMENSIONS ARE IN MILLIMETERS UN.O
DISCLAIMER. The Mackay Regional Council shall have no CHIEF OPERATING OFFICER
liability or responsibility to the user or any other person or WATER & WASTE SERVICES SEWAGE PUMPING STATION STANDARD
entity with respect to any liability, loss or damage caused or //
alleged to be caused, directly or indirectly, by the adoption ] Q/MZ\, DRAWING
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